LIGHT FIXTURES

COMMUNITY DEVELOPMENT
PERMIT CENTER IN BATHROOMS
2007
CITY OF BELMONT
CA ELECTRICAL CODE
410-4 (D)
Surface-mounted
or recessed fixture
/acceptable
o]
L _Hanging, cord
connected, or
No hanging, pendant fixture
cord connected, outside zone
8 ft or pendant fixture acceptable
in this zone
r : 3 ft =
w
Bathtub

Figure 410-1. Fixtures located near bathtubs.

410-4. Fixtures in Specific Locations.

(a) Wet and Damp Locations. Fixtures installed in wet or damp loca-
tions shall be so installed that water cannot enter or accumulate in wiri
compartments, lampholders, or other electrical parts. All fixtures install
in wet locations shall be marked, ““Suitable for Wet Locations.” All fix-
tures installed in damp locations shall be marked, ““Suitable for Wet Loca-
tions™ or “‘Suitable for Damp Locations.””

Installations underground or in concrete slabs or masonry in direct con-
tact with the earth, and locations subject to saturation with water or other
liquids, such as locations exposed to weather and unprotected, vehicle
washing areas, and like locations, shall be considered to be wet locations
with respect to the above requirement.

Interior locations protected from weather but subject to moderate
degrees of moisture, such as some basements, some bams, some cold-
storage warehouses and the like, the parti protected | locations under
canopies, marquees, roofed open porches, and the like, shall be considered
to be damp locations with respect to the above requirement.

(d) Pendants. No parts of cord-connected fixtures, hanging fixtures, or
pendants shall be located within a zone measured 3 feet 914 mm) horizon-
tally and 8 feet (2.44 m) vertically from the top of the bathtub rim. This
zone is all encompassing and includes the zone directly over the tub.
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