COMMUNITY DEVELOPMENT METAL BOXES

PERMIT CENTER
2007 CA ELECTRICAL CODE
CITY OF BELMONT
TABLE 314.16 (A)
Table 370-16(a). Metal Boxes
Maximum Number of Conductors
Min.
Box Dimension, Inches Cu. in.
Trade Sitze or Type Cap. No.18 No.18 No.14 No.12 No.10 No. 8 No. @
4 x 1Y« Round or Octagonal 12.5 8 7 6 5 - 4 2
4 x 1Y2 Round or Octagonal 15.5 10 8 7 6 6 5 3
4 x 2Ys Round or Octagonal 21.5 14 12 10 9 8 7 4
4 x 1¥4 Square 18.0 12 10 9 8 7 6 3
4 x 1Y; Square 21.0 14 12 10_ 9 8 7 4
4 x 2Ys Square 30.3 20 17 15° 13 12 10 6
41Y16 x 1Y4 Square 25.5 17 14 12 11 10 '8 s
41Y14 x 1Y¥2 Square 29.5 19 16 14 13 11 9 5
41Y,4 x 2Yg Square 42.0 28 24 21 18 16 14 8
3 x 2 x 1¥3 Device 7.5 5 4 3 3 3 2 1
3 x 2 x 2 Device 10.0 6 5 5 4 4 3 2
3 x 2 x 2Y4 Device 10.5 7 6 b} 4 4 5 2
3 x 2 x 2¥; Device 12.5 8 7 6 5 5 4 2
3 x 2 x 2¥4 Device 14.0 9 8 7 6 5 4 2
3 x 2 x 3¥; Device 18.0 12 10 9 8 7 6 3
4 x 2Ys x 1Y2 Device 10.3 6 5 5 4 4 3 2
4 x 2V¥g x 17 Device 13.0 8 7 6 5 5 4 2
4 x 2y x 2 Y3 Device 14.5 9 8 7 6 5 4 2
34 x 2 x 2¥2 Masonry
Box/Gang 14.0 9 8 7 & s 4 2
3% x 2 x 3¥; Masonry
Box/Gang 21.0 14 12 10 9 8 7 4

FS—Minimum Intérnal Depth

1¥4 Single Cover/Gang 13.5 9 7 6 6 5 4 2
FD—Minimum Internal Depth

2¥s Single Cover/Gang 18.0 12 10 9 8. 7 6 3
FS—Minimum Internal Depth

1¥s Multiple Cover/Gang 18.0 12 10 9 8 7} 6 3
FD—Minimum [nternal Depth

2¥s Multiple Cover/Gang 24.0 16 13 12 10 9 8 4

For SI units: one cubic inch = 16.4 cm.?

Tahle 314-16(h). | Volume Required per Conductor
Free Spece within Box
for Each Conductor

Size of
Conductor

............................... 1.5 cubic inches
S5 M T A S S |75 cobic ioehes
MO i e s e e s S e e e 2. cubic inches
i o bt B S S I LML L I S e 2.2S cubic inches
o e L ot L L L i PR, 1 2.5 cubic inches
b Fa i U e S W e SNASIL | = = T ey o 3. cubic inches
NGB o el i n i s A e S R e e §. cubic inches
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