COMMUNITY DEVELOPMENT

PERMIT CENTER UNDERFLOOR FURNACE

2007
CA MECHANICAL CODE
912.0

CITY OF BELMONT

FLOOR JOISTS LIGHT A-;O ELECTRIC QUTLET

MINIMUM 307 X 30"
ACCESS WITHIN
20 OF FURNACE

30x30 MINIMUM ACCESS
20 FEET MAXIMUM DISTANCE FROM ACCESS

30" MINIMUM WORKING SPACE ON CONTROL SIDE
SWITCHED LIGHT

ELECTRICAL OUTLET

POSITIVE ELECTRICAL DISCONNECT

12" MINIMUM CLEARANCE ON ALL SIDES
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ONE TWIN PINE LANE, BELMONT CA 94002-3867 (650) 595-7422




