| COMMUNITY DEVELOPMENT
PERMIT CENTER

DIRECT VENT TERMINATION

CITY OF BELMONT

2001 CMC 806.6

INPUT OVER

65,000 BTU
4 WINDOW 12" MINIMUM
M

e INPUT OVER

/ 50,000 BTU

INPUT LESS % a\V/4 BUT LESS
THAN THAN
50,000 BTU 65,000 BTU
4 12"
9" MINIMUM P o

12" MINIMUM GROUND 12" MINIMUM

For Sl: 1 foot = 305 mm
For Sl: 1 inch = 25.4 mm

VENT TERMINATION—DIRECT-VENT APPLIANCES

1070 SIXTH AVENUE, SUITE 309 BELMONT, CALIFORNIA 94002-3867 (650-595-7422) |




