COMMUNITY DEVELOPMENT
PERMIT CENTER % COMBUSTION AIR
2007

CITY OF BELMONT
CA MECHANICAL CODE
701.1 THROUGH 701.11

VENTILATION
LOUVERS

OPENINGS NOT SCREENED.
SEE SECTION 701.10.5
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= =8

L 127 (305 mm) MAX.

COMBUSTION AIR
= OPENING
COMBUSTION AIR OPENING I

SHALL BE COVERED WITH . 12"
/4" (6.4 mm) SCREEN. SEE (305 mm)
SEC. 702.3. ] / MAX.
5 T
COMBUSTION AIR
¥ = OPENINGS
COMBUSTION AIR ——— ol i ‘
OPENING = ok OUTSIDE
a 1o~ WALL
FLOOR =) 4 (305 mm)
a MAX.
COMBUSTION AIR

OPENING

ONE TWIN PINE LANE, BELMONT CA 94002-3867 (650) 595-7422




