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PERMIT CENTER BURIAL DEPTH/SEWER

2007 CPC 701.1.3
718.3
720.0

CITY OF BELMONT

bt k;'& &
=3 NV o DO e
;‘*\ /t&\ />‘ Lr.\ °
,? ?'._:If-\' "
PSRN ZAA VAN NN o7 N7
N\ RERE S ZN 2 NN
/<( 5 Wl /é “
-Qés.”.-.'.‘ff*,_ MINIMUM £ AR
%0\5{), h\' DISTANCE . < g‘)
N N > MINIMUM
k////& A “(:_ COVERAGE {
N §
45" 7 ?\
| Q \< BUILDING
L o ~\ ‘ﬂ&\ SEWER
N\Y2\
&I—\ J /:f: MINIMUM = »\/’

D,y
z""\ /

) 7.8 N\Y.

\\ 12 MINIMUM

b

SUGGESTED/LOCATION fé
OF GAS LINE. N

&
4

2

7
g
2

S

N

Sewer and Water Pipes

Building sewers or drainage piping of clay or materials which are not approved for use within a building shall

not be run or laid in the same trench as the water pipes unless both of the following requirements are met:
(1) The bottom of the water pipe, at all points, shall be at least twelve (12) inches (0.3 m) above the
top of the sewer or drain line.
(2) The water pipe shall be placed on a solid shelf excavated at one side of the common trench with a
minimum clear horizontal distance of at least twetve (12) inches (0.3 m) from the sewer or drainline.
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ONE TWIN PINE LANE, BELMONT CA 94002-3867 (650) 595-7422




