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Type of Services | Geotechnical Investigation
Project Name | 608 Harbor Boulevard Residential
Location | 608 Harbor Boulevard
Belmont, California

SECTION 1: INTRODUCTION

This geotechnical report was prepared for the sole use of Windy Hill Property Ventures for the
608 Harbor Boulevard Residential project in Belmont, California. The location of the site is
shown on the Vicinity Map, Figure 1. For our use, we were provided with the following
documents:

= A planning set of plans, titled “608 Harbor Blvd., Belmont, CA,” prepared by BDE
Architecture for Windy Hill Property Ventures, revised September 11, 2020.

1.1 PROJECT DESCRIPTION

The project site is located north of the intersection of Harbor Boulevard and Old County Road
(APNs: 046-032-030, 046-032-040, 046-032-090, 046-032-080 (portions)) in Belmont,
California. The site is bounded by Old County Road to the southwest, Harbor Boulevard to the
southeast, EImer Street to the northeast, and an alley to the northwest. The site is currently
occupied by several small structures that appear to consist of a self-carwash facility and a gas
station.

The project will include redeveloping the approximately %s-acre site for a new residential
complex. The new residential building will be a 4-story structure over a one-level concrete
podium. The podium level will be constructed near existing grade, and consist of a parking
garage, lobby, and ground level units along Harbor Boulevard. The building will encompass
most of the site with plan dimensions of about 83 feet by 336 feet. Open space, lounge area,
and landscaping will be located on the Level 2 podium level.

Structural loads are not available at this time; however, structural loads are expected to be
typical for similar structures. Minor cuts and fills are expected for the at-grade podium,
foundation, and mitigative earthwork.
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1.2 SCOPE OF SERVICES

Our scope of services was presented in our proposal dated April 22, 2020 and consisted of field
and laboratory programs to evaluate physical and engineering properties of the subsurface
soils, engineering analysis to prepare recommendations for site work and grading, building
foundations, flatwork, retaining walls, and pavements, and preparation of this report. Brief
descriptions of our exploration and laboratory programs are presented below.

1.3 EXPLORATION PROGRAM

Field exploration consisted of nine borings. Five borings (EB-1, EB-2, EB-3, EB-5 and EB-6)
were drilled on June 3, 2020 with truck-mounted hollow-stem auger drilling equipment to depths
of about 11 to 28 feet. Four more borings (EB-4, EB-7, EB-8, and EB-9) were drilled on June
10, 2020 with track-mounted remote access hollow-stem drilling equipment to depths of about
2> to 16 feet. The borings were backfilled with cement grout in accordance with local
requirements; exploration permits were obtained as required by local jurisdictions.

The approximate locations of our exploratory borings are shown on the Site Plan, Figure 2.
Details regarding our field program are included in Appendix A.

1.4 LABORATORY TESTING PROGRAM

In addition to visual classification of samples, the laboratory program focused on obtaining data
for foundation design and seismic ground deformation estimates. Testing included moisture
contents, dry densities, and Plasticity Index tests. Details regarding our laboratory program are
included in Appendix B.

1.5 ENVIRONMENTAL SERVICES

Environmental services were not requested for this project. If environmental concerns are
determined to be present during future evaluations, the project environmental consultant should
review our geotechnical recommendations for compatibility with the environmental concerns.

SECTION 2: REGIONAL SETTING
21  GEOLOGICAL SETTING

The site is located on an alluvial plain adjacent to the San Francisco Bay shoreline and is
bordered by the peninsula segment of the Santa Cruz Mountains on the west. The site is in an
area adjacent to the San Francisco Bay where Holocene age (11,000 years or less before
present) alluvial fan deposits account for the majority of Quaternary sediment. These sediments
shed from the northwest-trending uplands of the Peninsula hills (Santa Cruz Mountains) located
within the western portion of the San Mateo and adjacent quadrangles. The gentle easterly-
sloping alluvial plane within the San Mateo Quadrangle is covered by Holocene or latest
Pleistocene to Holocene alluvial fan and associated deposits (Witter et al., 2006). Fan deposits
generally consist of unconsolidated, interbedded clays and sands, and generally grade from
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coarser deposits adjacent to the base of the Santa Cruz Mountains to finer deposits as the
topographic gradient decreases. The rolling foothills located just the west of the site are
underlain by bedrock units of the Franciscan Complex consisting primarily northwest trending
bands of sandstone and chert (Pampeyan, 1994, Brabb et al, 1998). Franciscan complex
bedrock is thought to extend beneath the Quaternary alluvial section area in the general vicinity
of the site and adjacent areas along the bay shoreline (Pampeyan, 1994; Brabb et al, 1998).

More locally, a large outcrop of Franciscan rocks is located just on the southeast side of Harbor
Boulevard. Here the rocks consist of sandstone, conglomerate and chert. These bedrock units
are cut by the Angelo Fault - a pre-Quaternary fault (see Section 4.1, Fault Rupture). The map
of Pampeyan indicates deep borings in the vicinity of the site have encountered the surface of
Franciscan Complex bedrock at altitudes of 10 to 14 feet above MSL which, when corrected for
ground surface elevations corresponds to depths of 10 to 8 feet below the ground surface.

The historic path of Belmont Creek passed approximately 250 feet southeast of the site.
Belmont Creek has since been redirected through a manmade channel just southeast of the
site.

2.2 REGIONAL SEISMICITY

The San Francisco Bay area region is one of the most seismically active areas in the Country.
While seismologists cannot predict earthquake events, the U.S. Geological Survey’s Working
Group on California Earthquake Probabilities 2015 revises earlier estimates from their 2008
(2008, UCERF2) publication. Compared to the previous assessment issued in 2008, the
estimated rate of earthquakes around magnitude 6.7 (the size of the destructive 1994
Northridge earthquake) has gone down by about 30 percent. The expected frequency of such
events statewide has dropped from an average of one per 4.8 years to about one per 6.3 years.
However, in the new study, the estimate for the likelihood that California will experience a
magnitude 8 or larger earthquake in the next 30 years has increased from about 4.7 percent for
UCERF2 to about 7.0 percent for UCERF3.

The site is situated near two short pre-Quaternary faults; the Belmont Hill Fault to the west and
the Angelo Fault to the east (Pampeyan, 1994). These faults are not known to have been shown
evidence of displacement (fault surface rupture) in the Quaternary period and therefore are not
considered a potential seismogenic source or considered a hazard for fault surface rupture.

The faults considered capable of generating significant earthquakes are generally associated
with the well-defined areas of crustal movement, which trend northwesterly. The table below
presents the State-considered active faults within approximately 25 kilometers of the site. A
regional fault map is presented as Figure 3, illustrating the relative distances of the site to
significant fault zones.

608 HARBOR BOULEVARD RESIDENTIAL Page 3
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2.2.1 Regional Active Faults

Known active faults within 25 kilometers (16 miles) of the site are listed in Table 1. Fault
distances were determined using the ICBO 1998 fault map for the bay area region.

Table 1: Approximate Fault Distances

Distance
Fault Name (miles) | (kilometers)
San Andreas 3.8 6.2
Monte Vista-Shannon 4.3 6.9
San Gregorio 11.6 18.6
Hayward 14.6 23.5

A regional fault map is presented as Figure 3, illustrating the relative distances of the site to
significant fault zones.

SECTION 3: SITE CONDITIONS
3.1 GEOMORPHOLOGY AND RECENT HISTORY

We reviewed historic topographic maps and aerial photos as part of our work scope. Earlier
topographic maps predating the 1980’s indicate the site was traversed by a spur (railroad) line,
which trended through the site with a westerly or northwesterly arc. This rail line intersected
with a second line located at and parallel to the northwest property line. At some point in the
early 1980s the railroad lines were no longer being depicted on the maps. At the time of the
1956 photos the site contained a structure fronting Old County Road. The 1958 photos show a
small structure located on the central portion of the site adjacent to the railroad line. Sometime
between 1968 and 1980 the site received additional structures in the central portion. By 2002
the site had been extensively developed with structure and paved areas. Based on the pictures
dated after 1980, the site appears relatively unchanged since that time.

3.2 SITE RECONNAISSANCE AND SURFACE DESCRIPTION

The site consists of four parcels (APNs: 046-032-030, 046-032-040, 046-032-090, 046-032-080
[portions]) which are bordered by Harbor Boulevard on the southeast, Old County Road on the
southwest, EImer Road on the northeast, and by an unnamed alley on the northwest. Ouir field
engineer performed a site reconnaissance on December 12, 2019, and again prior to
exploration of the site in June 2020. At the time of the reconnaissance, several small one-story
structures were observed. The structures appear to be for a self-carwash facility and a Flyers
gas station. Portland cement concrete (PCC) and asphalt concrete at the site appeared to be in
poor to fair condition, with a moderate amount of distress observed. Several tall, mature trees
were also observed. The site is relatively flat and is generally level with current city streets and
sidewalks. Most of the site appears graded to drain to storm water facilities.

608 HARBOR BOULEVARD RESIDENTIAL Page 4
803-8-2



CORNERSTONE
EARTH GROUP

3.3 SUBSURFACE CONDITIONS

There are no exposures of geologic materials at the site or adjacent to it due to the extensively
developed nature of the site and vicinity. The published geologic map of Pampeyan (1994)
projects two Quaternary geologic units through the immediate vicinity of the site: coarse-grained
alluvial fan deposits (Qac) and medium grained alluvial fan deposits (Qam). The Qac geologic
unit is described as: “Unconsolidated, moderately sorted sand and gravel forming stream
levees, fans, and flood plains in and close to upland areas. Grades coarser headward. Locally
contains lenticular interlayers of well-sorted silt, sand, and gravel. Interfingers with medium
grained and colluvial deposits (Qam and Qsr, respectively).” The Qam geologic unit is
described as: “Unconsolidated to moderately consolidated, moderately sorted sand and silty or
clayey sand chiefly forming alluvial plains along northeast edge of map area. Locally contains
interbeds of well-sorted clay, silt, and gravel. Interfingers with fine-and coarse-grained alluvium
(units Qaf and Qac, respectively). Generally, less than 20 feet thick.” The Franciscan bedrock
shown outcropping near the site is described as sandstone, which is generally moderately hard
and pervasively fractured. Our subsurface investigation has provided more clarity on the
geologic units present in the area of the site that differs somewhat from the published mapping.

Most of the site is paved with asphalt concrete and Portland cement concrete pavements. At
our borings, asphalt concrete pavements generally ranged from 22 to 4 inches of asphalt over
45 1o 9 inches of aggregate base. The Portland cement concrete encountered measured 8
inches and 2 inches thick, over 6 inches and 12 inches of aggregate base,

respectively. Beneath surface pavements at the site, we generally encountered 2 to 3'% feet of
medium dense clayey sands and stiff sandy lean clay fills over much of the site (five borings),
with up to about 11 feet of fill measured in Boring EB-3. Below the surficial pavements, and fill
in some locations, we encountered native soils consisting of alluvial deposits (Qam) generally
described as stiff to very stiff sandy lean clays, lean clays with sand, and rare layers of loose
clayey sand. We encountered sandstone bedrock of the Franciscan assemblage at depths
ranging from near the surface at the northeast end of the site along Elmer Street, to 14 to 15
feet at the southwest end of the site near Old County Road. The sandstone forms a high point
or knoll within the subsurface with the highest (shallowest) portion located in the northeast area
of the site where the current Car Wash is located. Our contouring of the surface of the
sandstone indicates the surface of the sandstone drops off considerably in the area of the
current gas station and the Qsm unit dominates the subsurface profile in this portion of the site.

3.3.1 Plasticity/Expansion Potential

We performed two Plasticity Index (PI) tests on representative samples. Test results were used
to evaluate expansion potential of surficial soils. The results of the surficial Pl tests indicated
Pls ranging from 6 to 14, indicating low expansion potential to wetting and drying cycles.

3.3.2 In-Situ Moisture Contents

Laboratory testing indicated that the in-situ moisture contents within the upper 10 feet range
from 5 percent below optimum to about 5 percent over the estimated laboratory optimum
moisture.
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3.4 GROUNDWATER

Groundwater was not encountered in any of our borings during drilling; however, the borings
were not left open but were immediately backfilled when the boring was completed. A previous
environmental investigation at the site reported that groundwater is not typically observed during
drilling until a higher permeability zone is encountered; static groundwater levels have been
measured higher than first encountered groundwater levels possibly suggesting that
groundwater is under confined to semi-confined conditions at the site. Groundwater in the area
is not well defined on Depth to Ground Water maps produced by the state (CGS, 2018). Our
review of previous reports with depth to groundwater measurements in wells on the project site
indicated readings as high as about 3%z below grade, which is similar to the results of our review
of other data in the area. We recommend a design groundwater depth of 3 feet below site
grades be used for project design.

Groundwater levels in the area appear highly transient; fluctuations in groundwater levels occur
due to many factors including seasonal fluctuation, underground drainage patterns, regional
fluctuations, and other factors.

SECTION 4: GEOLOGIC HAZARDS
4.1 FAULT RUPTURE

As discussed above several significant faults are located within 25 kilometers of the site. The
known regional faults in the region are shown on Figure 3. The site is not located within a
State-designated Alquist Priolo Earthquake Fault Zone (CDMG, 1974; CGS, 2018). A review of
published sources has not revealed any documented faults trending through the site
(Pampeyan, 1994; Brabb et al., 1998; ICBO, 1998). As mentioned earlier, the Angelo Fault is
located approximately 800 feet north of the site. This fault does not cut any formations that are
Quaternary in age and, therefore, this fault is not considered active or potentially active. A
second discontinuous fault (the “Belmont Hill Fault”) is located approximately 2 mile southwest
of the site. This fault is also a pre-Quaternary fault. Our review of aerial photos, and site
reconnaissance, did not reveal any geomorphic or aerial photo features suggestive of any faults
trending through the site. It is our judgement that fault surface rupture is not a significant
geologic hazard at the site.

4.2 ESTIMATED GROUND SHAKING

Moderate to severe (design-level) earthquakes can cause strong ground shaking, which is the
case for most sites within the Bay Area. A site specific peak ground acceleration (PGAw) was
estimated for analysis based on the results of our Ground Motion Hazard Analysis (GMHA), as
allowed in the 2020 edition of the California Building Code. For our analysis we used a PGAw of
0.70g.

608 HARBOR BOULEVARD RESIDENTIAL Page 6
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4.3 LIQUEFACTION POTENTIAL

The site is located within a State-designated Liquefaction Hazard Zone (CGS, San Mateo
Quadrangle, 2018). Ouir field and laboratory programs addressed this issue by testing and
sampling potentially liquefiable layers until we had encountered bedrock.

During strong seismic shaking, cyclically induced stresses can cause increased pore pressures
within the soil matrix that can result in liquefaction triggering, soil softening due to shear stress
loss, potentially significant ground deformation due to settlement within sandy liquefiable layers
as pore pressures dissipate, and/or flow failures in sloping ground or where open faces are
present (lateral spreading) (NCEER 1998). Limited field and laboratory data is available
regarding ground deformation due to settlement; however, in clean sand layers settlement on
the order of 2 to 4 percent of the liquefied layer thickness can occur. Soils most susceptible to
liquefaction are loose, non-cohesive soils that are saturated and are bedded with poor drainage,
such as sand and silt layers bedded with a cohesive cap.

As discussed in the “Subsurface” section above, below the design groundwater depth of 3 feet,
we primarily encountered stiff to very stiff sandy lean clays underlain by bedrock, with a few
layers of loose to medium dense silty and clayey sand. Excavations for the basement and
foundation are expected to extend to about 10%2 feet below existing grade; therefore, most of
the fill and alluvial soils will be removed during excavations. The depth of alluvial soils and
excavations are illustrated on Figure 6 of this report. Additional excavations are recommended
in this report to remove any remaining loose fill or alluvial material from the excavation to
provide uniform support of the structure. Therefore, for this reason, the potential for liquefaction
affecting the proposed structure should be nil.

4.3.1 Ground Rupture Potential

The methods used to estimate liquefaction settlements assume that there is a sufficient cap of
non-liquefiable material to prevent ground rupture or sand boils. For ground rupture to occur,
the pore water pressure within the liquefiable soil layer will need to be great enough to break
through the overlying non-liquefiable layer, which could cause significant ground deformation
and settlement. Since any liquefiable materials will be removed during the removal of
undocumented fill, in our opinion, the potential for ground rupture affecting the structure should
be low.

4.4 LATERAL SPREADING

Lateral spreading is horizontal/lateral ground movement of relatively flat-lying soil deposits
towards a free face such as an excavation, channel, or open body of water; typically, lateral
spreading is associated with liquefaction of one or more subsurface layers near the bottom of
the exposed slope. As failure tends to propagate as block failures, it is difficult to analyze and
estimate where the first tension crack will form.

The potential for liquefaction on site following grading should be nil; however, liquefaction of fill
and/or alluvium outside of the footprint of the structure has the potential to affect the structure,
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but there are no open faces within a distance considered susceptible to lateral spreading;
therefore, in our opinion, the potential for lateral spreading to affect the site is low.

4.5 SEISMIC SETTLEMENT/UNSATURATED SAND SHAKING

Loose unsaturated sandy soils can settle during strong seismic shaking. As the soils
encountered at the site will be removed in almost their entirety, in our opinion, the potential for
significant differential seismic settlement affecting the proposed improvements is low.

46 TSUNAMI/SEICHE

The terms tsunami or seiche are described as ocean waves or similar waves usually created by
undersea fault movement or by a coastal or submerged landslide. Tsunamis may be generated
at great distance from shore (far field events) or nearby (near field events). Waves are formed,
as the displaced water moves to regain equilibrium, and radiates across the open water, similar
to ripples from a rock being thrown into a pond. When the waveform reaches the coastline, it
quickly raises the water level, with water velocities as high as 15 to 20 knots. The water mass,
as well as vessels, vehicles, or other objects in its path create tremendous forces as they impact
coastal structures.

Tsunamis have affected the coastline along the Pacific Northwest during historic times. The
Fort Point tide gauge in San Francisco recorded approximately 21 tsunamis between 1854 and
1964. The 1964 Alaska earthquake generated a recorded wave height of 7.4 feet and drowned
eleven people in Crescent City, California. For the case of a far-field event, the Bay area would
have hours of warning; for a near field event, there may be only a few minutes of warning, if
any.

A tsunami or seiche originating in the Pacific Ocean would lose much of its energy passing
through San Francisco Bay. Based on the study of tsunami inundation potential for the San
Francisco Bay Area (Ritter and Dupre, 1972), areas most likely to be inundated are marshlands,
tidal flats, and former bay margin lands that are now artificially filled, but are still at or below sea
level, and are generally within 1%z miles of the shoreline. The site is approximately 72 miles
inland from the nearest portion of the San Francisco Bay shoreline, and is approximately 23 to
25 feet above mean sea level. The site is outside of the nearest portion of the Tsunami
Inundation zone according to the State of California, Office of Emergency Planning (State of
California, 2009). Therefore, the potential for inundation due to tsunami or seiche is considered
low.

4.7 FLOODING

The Federal Emergency Management Agency Flood Insurance Rate Map (FEMA, 2019)
indicates that the site is located within Zone “X” described as “Areas of 0.2% annual chance
flood; areas of 1% annual chance flood with average depths of less than 1 foot or with drainage
areas less than 1 square mile; and areas protected by levees from 1% annual chance flood.”
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The California Department of Water Resources, division of Safety of Dams (DSOD) reviews and
approves inundation maps prepared by licensed civil engineers and submitted by dam owners
for extremely high, high, and significant hazard dams and their critical appurtenant structures.
Inundation maps are based on a hypothetical failure of a dam or critical appurtenant structure
and the information depicted on the maps is approximate. The inundation boundary typically
includes flooding depths greater than one foot. Inundation maps approved by DSOD are used
to develop emergency action plans, and the maps are intended to provide general information
for emergency planning and response only.

Based on our review of these maps, the site is not located within a dam failure inundation area.
SECTION 5: CONCLUSIONS
5.1 SUMMARY

From a geotechnical viewpoint, the project is feasible provided the concerns listed below are
addressed in the project design. Descriptions of each concern with brief outlines of our
recommendations follow the listed concerns.

Shallow groundwater

Presence of shallow bedrock

Differing foundation support conditions

Presence of undocumented fill

Proximity of excavations to adjacent improvements

5.1.1 Shallow Groundwater

Historic groundwater levels in the general area of the site have tended to be less than 10 feet
below the ground surface (CGS, 2018), however, seasonal groundwater levels fluctuate
significantly. Groundwater may also be confined or partially confined.

As previously discussed, we anticipate cuts and fills will be minor for the structure; however,
some deeper cuts will be necessary to remove the undocumented fills at the site. Therefore,
localized dewatering may be necessary for these excavation locations, as well as for other
improvements such as utilities and elevator pits.

5.1.2 Presence of Shallow Bedrock

As previously described, shallow bedrock belonging to the Franciscan complex (sandstone) was
encountered at the site at depths ranging from about 2 to 14’4 feet below existing grade in our
borings. To better evaluate the ability of contractors to complete excavations in the bedrock, we
completed a seismic refraction survey (J R Associates, 2020). The results of this survey,
including the limitations of the survey, are attached as Appendix C of this report.

To summarize the findings of the survey, it appears that the bedrock is rippable to marginally
rippable using a CAT or similar tractor with rippers (i.e. teeth). There can be harder material
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within the bedrock that can be more resistant to ripping, and may require an excavator equipped
with a hydraulic hammer or similar technique. Contractors should use appropriate means and
methods to excavate through the bedrock. Underground and earthwork contractors should pay
particular attention to the subsurface conditions when planning for excavations in the bedrock.

5.1.3 Differing Foundation Support Conditions

We anticipate that excavations for the foundation would need to extend at least a few feet below
grade. At that depth, the foundation would likely be underlain partially by bedrock, and partially
by undocumented fill and loose to very stiff alluvial soil. To provide relatively uniform support,
and to limit differential movement at the soil to rock transition, we recommend that relatively
uniform support be provided to the structure to limit differential movement by over-excavating
the site area to 5 feet outside of the building limits (or the legal boundary) to a depth of 4 feet
below the bottom of mat foundation elevation, and no less than Elevation 25 feet, to provide a
uniform pad of engineered fill beneath the mat foundation.

In our opinion, it would most likely be efficient to remove and replace the undocumented fill at
the site during the mass excavation for the structure. Surveying and staking the locations of
likely undocumented fill, and potholes, will likely be necessary to find the deeper undocumented
fills.

5.1.4 Presence of Undocumented Fill

As discussed, undocumented fill was encountered at the site during our explorations. Near
surface fills will likely be removed in their entirety by excavations to eliminate differing
foundation support conditions as described in Section 5.1.3; however, a portion of the site has
been used for many decades as a gas station. There have reportedly been many former and
existing underground storage tank (UST) installations at the site. Figure 2 shows the
approximate location of some of the former USTs at the site. We encountered undocumented
fill in our Boring EB-3, which is near the estimated location of prior underground storage tanks,
to a depth of 11%2 feet. We do not know all the locations, depths or backfill procedures used to
remove and backfill former USTs, therefore, some loose fill material could exist deeper than the
planned excavations. Undocumented fill, if not mitigated, could potentially settle, and cause
distress to the proposed structure. Therefore, any remaining fill materials below the bottom of
excavations should be mitigated, which should consist of the removal of undocumented fill
materials. Provided the fill materials meet the requirements for engineered fill, they could be re-
used on site as engineered fill. Otherwise, they should be removed from the site.

5.1.5 Proximity of Basement Excavation to Adjacent Improvements

We anticipate that excavations will extend to within a few feet or less of the property lines in
some locations. Where excavations are deeper than about 4 to 5 feet, and where sloping
excavations is not feasible or desired, then shoring may be necessary to provide the required
excavations and the removal of undocumented fill at the site. Other excavations could also
require shoring such as utility installations, elevator pits, etc. Design of shoring incorporating
surcharge loads from adjacent buildings, traffic or other improvements should be considered in
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the design of shoring. If an adjacent building cannot be supported, then underpinning of the
adjacent structure will be required. Restrained temporary shoring (e.g. tiebacks, etc.) to support
the one-story excavation will likely be necessary to minimize deflection and movement of nearby
improvements (e.g. buildings, pavements, sidewalks, utilities, etc.) to the excavation.

5.2  PLANS AND SPECIFICATIONS REVIEW

We recommend that we be retained to review the geotechnical aspects of the project structural,
civil, and landscape plans and specifications, allowing sufficient time to provide the design team
with any comments prior to issuing the plans for construction.

5.3 CONSTRUCTION OBSERVATION AND TESTING

As site conditions may vary significantly between the small-diameter borings performed during
this investigation, we also recommend that a Cornerstone representative be present to provide
geotechnical observation and testing during earthwork and foundation construction. This will
allow us to form an opinion and prepare a letter at the end of construction regarding contractor
compliance with project plans and specifications, and with the recommendations in our report.
We will also be allowed to evaluate any conditions differing from those encountered during our
investigation, and provide supplemental recommendations, as necessary. For these reasons,
the recommendations in this report are contingent of Cornerstone providing observation and
testing during construction. Contractors should provide at least a 48-hour notice when
scheduling our field personnel.

SECTION 6: EARTHWORK

6.1 SITE DEMOLITION

All existing improvements not to be reused for the current development, including all
foundations, flatwork, pavements, utilities, USTs and other improvements should be demolished
and removed from the site. Recommendations in this section apply to the removal of these
improvements, which are currently present on the site, prior to the start of mass grading or the
construction of new improvements for the project.

Cornerstone should be notified prior to the start of demolition, and should be present on at least
a part-time basis during all backfill and mass grading as a result of demolition. Occasionally,
other types of buried structures (wells, cisterns, debris pits, etc.) can be found on sites with prior
development. If encountered, Cornerstone should be contacted to address these types of
structures on a case-by-case basis.

6.1.1 Demolition of Existing Slabs, Foundations and Pavements

All slabs, foundations, and pavements should be completely removed from within planned
building areas. A discussion of recycling existing improvements is provided later in this report.
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Existing foundations are typically mat-slabs, shallow footings, or piers/piles. If slab or shallow
footings are encountered, they should be completely removed. If drilled piers are encountered,
they should be cut off at an elevation at least 60 inches below proposed footings or the final
subgrade elevation, whichever is deeper. The remainder of the drilled pier could remain in
place. Foundation elements to remain in place should be surveyed and superimposed on the
proposed development plans to determine the potential for conflicts or detrimental impacts to
the planned construction. Following review, additional mitigation or planned foundation
elements may need to be modified.

6.1.2 Abandonment of Existing Utilities

All utilities should be completely removed from within planned building areas. For any utility line
to be considered acceptable to remain within building areas, the utility line must be completely
backfilled with grout or sand-cement slurry (sand slurry is not acceptable), the ends outside the
building area capped with concrete, and the trench fills either removed and replaced as
engineered fill with the trench side slopes flattened to at least 1:1, or the trench fills are
determined not to be a risk to the structure. The assessment of the level of risk posed by the
particular utility line will determine whether the utility may be abandoned in place or needs to be
completely removed. The contractor should assume that all utilities will be removed from within
building areas unless provided written confirmation from both the owner and the geotechnical
engineer.

Utilities extending beyond the building area may be abandoned in place provided the ends are
plugged with concrete, they do not conflict with planned improvements, and that the trench fills
do not pose significant risk to the planned surface improvements.

The risk for owners associated with abandoning utilities in place include the potential for future
differential settlement of existing trench fills, and/or partial collapse and potential ground loss
into utility lines that are not completely filled with grout.

6.2 SITE CLEARING AND PREPARATION

6.2.1 Site Stripping

The site should be stripped of all surface vegetation, and surface and subsurface improvements
to be removed within the proposed development area. Demolition of existing improvements is
discussed in the prior paragraphs. A detailed discussion of removal of existing fills is provided
later in this report.

6.2.2 Tree and Shrub Removal

Trees and shrubs designated for removal should have the root balls and any roots greater than
Y2-inch diameter removed completely. Mature trees are estimated to have root balls extending
to depths of 2 to 4 feet, depending on the tree size. Significant root zones are anticipated to
extend to the diameter of the tree canopy. Grade depressions resulting from root ball removal
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should be cleaned of loose material and backfilled in accordance with the recommendations in
the “Compaction” section of this report.

6.3 REMOVAL OF EXISTING FILLS

All fills should be completely removed from within building area. Excavations are expected to
extend below the surficial fills, however, former UST excavations and backfill may extend below
the excavations, and may therefore need to be removed and replaced as engineered fill. The
full depth and lateral extent of these former excavations are not known.

Provided the fills meet the “Material for Fill” requirements below, the fills may be reused when
backfilling the excavations. Based on review of the samples collected from our borings, it
appears that the fill may be reused. If materials are encountered that do not meet the
requirements, such as debris, wood, trash, those materials should be screened out of the
remaining material and be removed from the site. Backfill of excavations should be placed in
lifts and compacted in accordance with the “Compaction” section below.

Fills extending into planned pavement and flatwork areas may be left in place provided they are
determined to be a low risk for future differential settlement and that the upper 12 to 18 inches
of fill below pavement subgrade is re-worked and compacted as discussed in the “Compaction”
section below.

6.4 TEMPORARY CUT AND FILL SLOPES

The contractor is responsible for maintaining all temporary slopes and providing temporary
shoring where required. Temporary shoring, bracing, and cuts/fills should be performed in
accordance with the strictest government safety standards. On a preliminary basis, the upper 1
to 15 feet of fill and alluvial soils at the site may be classified as OSHA Site C materials,
depending on the location on site. The sandstone bedrock at the site may potentially be
classified as stable bedrock but should be reviewed at the time of construction to make that
determination. Recommended soil parameters for temporary shoring are provided in the
“Temporary Shoring” section of this report.

Excavations extending below the bottom of the planned excavations to remove additional fill
materials from previous development should be sloped or shored in accordance with OSHA
requirements and the standard of practice for excavation shoring.

6.5 CONSTRUCTION DEWATERING

Groundwater levels can be as high as about 3 to 4 feet below grade seasonally; therefore,
temporary dewatering will likely be necessary during construction in areas with deeper
excavation. Design, selection of the equipment and dewatering method, and construction of
temporary dewatering should be the responsibility of the contractor. Modifications to the
dewatering system are often required in layered alluvial soils and should be anticipated by the
contractor. The dewatering plan, including planned dewatering well filter pack materials, should
be forwarded to our office for review prior to implementation. Drilling wellpoints into the
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sandstone at the site might be very difficult, and special techniques or drilling equipment may be
necessary.

The dewatering design should maintain groundwater at least 5 feet below the bottom of the
mass excavation, and at least 2 feet below localized excavations performed for fill/alluvium
removal, elevator shafts, and deep utilities, etc. Groundwater has been reported as potentially
being confined or partially confined, so groundwater may rise quickly from high permeability
layers once penetrated.

Temporary draw down of the groundwater table can typically cause the subsidence outside the
excavation area, causing settlement of adjacent improvements. Since the alluvial soils are not
saturated for most of the year, drawdown of seasonal groundwater is not expected to cause
subsidence.

The site has record of being an open case (now closed) for an UST leak (gasoline), and
potentially other impacts. Depending on the groundwater quality and previous environmental
impacts to the site and surrounding area, settlement and storage tanks, particulate filtration, and
environmental testing may be required prior to discharge, either into storm or sanitary, or
trucked to an off-site facility.

6.6 SUBGRADE PREPARATION

At-grade excavation subgrade and subgrade within areas to receive additional site fills, slabs-
on-grade and/or pavements should be scarified to a depth of 6 inches, moisture conditioned,
and compacted in accordance with the “Compaction” section below.

6.7 SUBGRADE STABILIZATION MEASURES

Soil subgrade and fill materials, especially soils with high fines contents such as clays and silty
soils, can become unstable due to high moisture content, whether from high in-situ moisture
contents or from winter rains. As the moisture content increases over the laboratory optimum, it
becomes more likely the materials will be subject to softening and yielding (pumping) from
construction loading or become unworkable during placement and compaction.

There are several methods to address potential unstable soil conditions and facilitate fill
placement and trench backfill. Some of the methods are briefly discussed below.
Implementation of the appropriate stabilization measures should be evaluated on a case-by-
case basis according to the project construction goals and the particular site conditions.

6.7.1 Scarification and Drying
The subgrade may be scarified to a depth of 9 to 12 inches and allowed to dry to near optimum

conditions, if sufficient dry weather is anticipated to allow sufficient drying. More than one round
of scarification may be needed to break up the soil clods.
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6.7.2 Removal and Replacement

As an alternative to scarification, the contractor may choose to over-excavate the unstable soils
and replace them with dry on-site or import materials. A Cornerstone representative should be
present to provide recommendations regarding the appropriate depth of over-excavation,
whether a geosynthethic (stabilization fabric or geogrid) is recommended, and what materials
are recommended for backfill.

6.7.3 Chemical Treatment

Where the unstable area exceeds about 5,000 to 10,000 square feet and/or site winterization is
desired, chemical treatment with quicklime (CaO), kiln-dust, or cement may be more cost-
effective than removal and replacement. Recommended chemical treatment depths will
typically range from 12 to 18 inches depending on the magnitude of the instability.

6.8 MATERIAL FOR FILL
6.8.1 Re-Use of On-site Soils

On-site soils with an organic content less than 3 percent by weight may be reused as general
fill. General fill should not have lumps, clods or cobble pieces larger than 6 inches in diameter;
85 percent of the fill should be smaller than 2% inches in diameter. Minor amounts of oversize
material (smaller than 12 inches in diameter) may be allowed provided the oversized pieces are
not allowed to nest together and the compaction method will allow for loosely placed lifts not
exceeding 12 inches.

6.8.2 Re-Use of On-Site Site Improvements

If the site area allows for on-site pulverization of PCC, and provided the PCC is pulverized to
meet the “Material for Fill” requirements of this report, it may be used as non-expansive fill
within the proposed building areas, excluding the capillary break layer; as typically pulverized
PCC comes close to or meets Class 2 AB specifications, the recycled PCC may likely be used
within the pavement structural sections. PCC grindings also make good winter construction
access roads, similar to a cement-treated base (CTB) section.

If desired to reuse the asphalt concrete grindings as part of general site fill, the grindings should
be thoroughly mixed with on-site soil resulting in a mixture or less than 40 percent grindings by
weight. The resulting mixture should also meet the “Material for Fill” requirements in this report.
Due to the potential for slight petroleum odors penetrating into habitable building areas, fill
containing asphalt concrete should not be used within habitable building areas.
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6.8.3 Potential Import Sources

Imported and non-expansive material should be inorganic with a Plasticity Index (PI) of 15 or
less, and not contain recycled asphalt concrete where it will be used within the building areas.
To prevent significant caving during trenching or foundation construction, imported material
should have sufficient fines. Samples of potential import sources should be delivered to our
office at least 10 days prior to the desired import start date. Information regarding the import
source should be provided, such as any site geotechnical reports. If the material will be derived
from an excavation rather than a stockpile, potholes will likely be required to collect samples
from throughout the depth of the planned cut that will be imported. At a minimum, laboratory
testing will include PI tests. Material data sheets for select fill materials (Class 2 aggregate
base, %-inch crushed rock, quarry fines, etc.) listing current laboratory testing data (not older
than 6 months from the import date) may be provided for our review without providing a sample.
If current data is not available, specification testing will need to be completed prior to approval.

Environmental and soil corrosion characterization should also be considered by the project team
prior to acceptance. Suitable environmental laboratory data to the planned import quantity
should be provided to the project environmental consultant; additional laboratory testing may be
required based on the project environmental consultant’s review. The potential import source
should also not be more corrosive than the on-site soils, based on pH, saturated resistivity, and
soluble sulfate and chloride testing.

6.9 COMPACTION REQUIREMENTS

All fills, and subgrade areas where fill, slabs-on-grade, and pavements are planned, should be
placed in loose lifts 8 inches thick or less and compacted in accordance with ASTM D1557
(latest version) requirements as shown in the table below. In general, clayey soils should be
compacted with sheepsfoot equipment and sandy/gravelly soils with vibratory equipment; open-
graded materials such as crushed rock should be placed in lifts no thicker than 18 inches
consolidated in place with vibratory equipment. Each lift of fill and all subgrade should be firm
and unyielding under construction equipment loading in addition to meeting the compaction
requirements to be approved. The contractor (with input from a Cornerstone representative)
should evaluate the in-situ moisture conditions, as the use of vibratory equipment on soils with
high moistures can cause unstable conditions. General recommendations for soil stabilization
are provided in the “Subgrade Stabilization Measures” section of this report.
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Table 2: Compaction Requirements

Minimum Relative' | Moisture?
Description Material Description Compaction Content
(percent) (percent)
General Fill (within upper 5 feet) On-Site Soils 90 >1
General Fill (below a depth of 5 feet) On-Site Soils 95 >1
Basement Wall Backfill Without Surface Improvements 90 >1
Basement Wall Backfill With Surface Improvements 954 >1
Trench Backfill On-Site Soils 90 >1
Trench Backfill (upper 6 inches of On-Site Soils 95 >1
subgrade)
Crushed Rock Fill %-inch Clean Crushed Rock | Consolidate In-Place NA
Non-Expansive Fill Imported Non-Expansive Fill 90 Optimum
Flatwork Subgrade On-Site Soils 90 >1
Flatwork Aggregate Base Class 2 Aggregate Base® 90 Optimum
Pavement Subgrade On-Site Soils 95 >1
Pavement Aggregate Base Class 2 Aggregate Base?® 95 Optimum
Asphalt Concrete Asphalt Concrete 95 NA

1 — Relative compaction based on maximum density determined by ASTM D1557 (latest version)

2 — Moisture content based on optimum moisture content determined by ASTM D1557 (latest version)

3 — Class 2 aggregate base shall conform to Caltrans Standard Specifications, latest edition, except that the relative
compaction should be determined by ASTM D1557 (latest version)

4 — Using light-weight compaction or walls should be braced

6.9.1 Construction Moisture Conditioning

Expansive soils can undergo significant volume change when dried then wetted. The contractor
should keep all exposed expansive soil subgrade (and also trench excavation side walls) moist
until protected by overlying improvements (or trenches are backfilled). If expansive soils are
allowed to dry out significantly, re-moisture conditioning may require several days of re-wetting
(flooding is not recommended), or deep scarification, moisture conditioning, and re-compaction.

6.10 TRENCH BACKFILL

Utility lines constructed within public right-of-way should be trenched, bedded and shaded, and
backfilled in accordance with the local or governing jurisdictional requirements. Ultility lines in
private improvement areas should be constructed in accordance with the following requirements
unless superseded by other governing requirements.

All utility lines should be bedded and shaded to at least 6 inches over the top of the lines with
crushed rock (3&-inch-diameter or greater) or well-graded sand and gravel materials conforming
to the pipe manufacturer’s requirements. Open-graded shading materials should be
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consolidated in place with vibratory equipment and well-graded materials should be compacted
to at least 90 percent relative compaction with vibratory equipment prior to placing subsequent
backfill materials.

General backfill over shading materials may consist of on-site native materials provided they
meet the requirements in the “Material for Fill” section, and are moisture conditioned and
compacted in accordance with the requirements in the “Compaction” section.

6.11 SITE DRAINAGE

Ponding should not be allowed adjacent to building foundations, slabs-on-grade, or pavements.
Hardscape surfaces should slope at least 2 percent towards suitable discharge facilities;
landscape areas should slope at least 3 percent towards suitable discharge facilities. Roof
runoff should be directed away from building areas in closed conduits, to approved infiltration
facilities, or on to hardscaped surfaces that drain to suitable facilities. Retention, detention or
infiltration facilities should be spaced at least 10 feet from buildings, and preferably at least 5
feet from slabs-on-grade or pavements. However, if retention, detention or infiltration facilities
are located within these zones, we recommend that these treatment facilities meet the
requirements in the Storm Water Treatment Design Considerations section of this report.

6.12 LOW-IMPACT DEVELOPMENT (LID) IMPROVEMENTS

The Municipal Regional Permit (MRP) requires regulated projects to treat 100 percent of the
amount of runoff identified in Provision C.3.d from a regulated project’s drainage area with low
impact development (LID) treatment measures onsite or at a joint stormwater treatment facility.
LID treatment measures are defined as rainwater harvesting and use, infiltration,
evapotranspiration, or biotreatment. A biotreatment system may only be used if it is infeasible
to implement harvesting and use, infiltration, or evapotranspiration at a project site.

Technical infeasibility of infiltration may result from site conditions that restrict the operability of
infiltration measures and devices. Various factors affecting the feasibility of infiltration treatment
may create an environmental risk, structural stability risk, or physically restrict infiltration. The
presence of any of these limiting factors may render infiltration technically infeasible for a
proposed project. To aid in determining if infiltration may be feasible at the site, we provide the
following site information regarding factors that may aid in determining the feasibility of
infiltration facilities at the site.

= Seasonal high groundwater is not mapped in the area but was encountered as high as 6
feet below grade in our borings, and therefore is expected to be within 10 feet below the
base of the infiltration measure.

= In our opinion, infiltration locations within 10 feet of the buildings would create a
geotechnical hazard.

= Highly infiltrating native soils, such as sand and gravel, may not be protective of
groundwater at a project site where infiltration devices are implemented.
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= Local Water District policies or guidelines may limit locations where infiltration may
occur, require greater separation from seasonal high groundwater, or require greater
setbacks from potential sources of pollution.

6.12.1 Storm Water Treatment Design Considerations

If storm water treatment improvements, such as shallow bio-retention swales, basins or
pervious pavements, are required as part of the site improvements to satisfy Storm Water
Quality (C.3) requirements, we recommend the following items be considered for design and
construction.

6.12.1.1 General Bioswale Design Guidelines

= |f possible, avoid placing bioswales or basins within 10 feet of the building perimeter or
within 5 feet of exterior flatwork or pavements. If bioswales must be constructed within
these setbacks, the side(s) and bottom of the trench excavation should be lined with
minimum 10-mil visqueen to reduce water infiltration into the surrounding soil.

= Bioswales constructed within 3 feet of proposed buildings may be within the foundation
zone of influence for perimeter wall loads. Therefore, where bioswales will parallel
foundations and will extend below the “foundation plane of influence,” an imaginary 1:1
plane projected down from the bottom edge of the foundation, the foundation will need to
be deepened so that the bottom edge of the bioswale filter material is above the
foundation plane of influence.

= The bottom of bioswale or detention areas should include a perforated drain placed at a
low point, such as a shallow trench or sloped bottom, to reduce water infiltration into the
surrounding soils near structural improvements.

6.12.1.2 Bioswale Infiltration Material

= Gradation specifications for bioswale filter material, if required, should be specified on
the grading and improvement plans.

= Compaction requirements for bioswale filter material in non-landscaped areas or in
pervious pavement areas, if any, should be indicated on the plans and specifications to
satisfy the anticipated use of the infiltration area.

= |f required, infiltration (percolation) testing should be performed on representative
samples of potential bioswale materials prior to construction to check for general
conformance with the specified infiltration rates.

= |t should be noted that multiple laboratory tests may be required to evaluate the
properties of the bioswale materials, including percolation, landscape suitability and
possibly environmental analytical testing depending on the source of the material. We

608 HARBOR BOULEVARD RESIDENTIAL Page 19
803-8-2



CORNERSTONE
EARTH GROUP

recommend that the landscape architect provide input on the required landscape
suitability tests if bioswales are to be planted.

If bioswales are to be vegetated, the landscape architect should select planting materials
that do not reduce or inhibit the water infiltration rate, such as covering the bioswale with
grass sod containing a clayey soil base.

If required by governing agencies, field infiltration testing should be specified on the
grading and improvement plans. The appropriate infiltration test method, duration and
frequency of testing should be specified in accordance with local requirements.

Due to the relatively loose consistency and/or high organic content of many bioswale
filter materials, long-term settlement of the bioswale medium should be anticipated. To
reduce initial volume loss, bioswale filter material should be wetted in 12-inch lifts during
placement to pre-consolidate the material. Mechanical compaction should not be
allowed, unless specified on the grading and improvement plans, since this could
significantly decrease the infiltration rate of the bioswale materials.

It should be noted that the volume of bioswale filter material may decrease over time
depending on the organic content of the material. Additional filter material may need to
be added to bioswales after the initial exposure to winter rains and periodically over the
life of the bioswale areas, as needed.

6.12.1.3 Bioswale Construction Adjacent to Pavements

If bio-infiltration swales or basins are considered adjacent to proposed parking lots or exterior
flatwork, we recommend that mitigative measures be considered in the design and construction
of these facilities to reduce potential impacts to flatwork or pavements. Exterior flatwork,
concrete curbs, and pavements located directly adjacent to bio-swales may be susceptible to
settlement or lateral movement, depending on the configuration of the bioswale and the setback
between the improvements and edge of the swale. To reduce the potential for distress to these
improvements due to vertical or lateral movement, the following options should be considered
by the project civil engineer:

Improvements should be setback from the vertical edge of a bioswale such that there is
at least 1 foot of horizontal distance between the edge of improvements and the top
edge of the bioswale excavation for every 1 foot of vertical bioswale depth, or

Concrete curbs for pavements, or lateral restraint for exterior flatwork, located directly
adjacent to a vertical bioswale cut should be designed to resist lateral earth pressures in
accordance with the recommendations in the “Retaining Walls” section of this report, or
concrete curbs or edge restraint should be adequately keyed into the native soil or
engineered to reduce the potential for rotation or lateral movement of the curbs.
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6.13 LANDSCAPE CONSIDERATIONS

We recommend reducing the amount of surface water infiltrating soils near foundations and
exterior slabs-on-grade. This can typically be achieved by:

= Using drip irrigation

= Avoiding open planting within 3 feet of the building perimeter or near the top of existing
slopes

»= Regulating the amount of water distributed to lawns or planter areas by using irrigation
timers

= Selecting landscaping that requires little or no watering, especially near foundations.

We recommend that the landscape architect consider these items when developing landscaping
plans.

SECTION 7: FOUNDATIONS
7.1 SUMMARY OF RECOMMENDATIONS

In our opinion, the proposed at-grade structure may be supported on a shallow mat foundation
provided the recommendations in the “Earthwork” section and the sections below are followed.

7.2 MAT FOUNDATIONS
7.2.1 Reinforced Concrete Mat Foundation

In our opinion, the podium structure could be supported on a continuous, shallow mat
foundation bearing on a uniform layer of engineered fill prepared in accordance with the
“Earthwork” section of this report, and designed in accordance with the recommendations
below.

To reduce potential differential movement, based on assumed loads we estimate an average
areal bearing pressure of 850 psf for dead plus live loads; at column or wall loading, the
maximum localized bearing pressure should be limited to 2,000 psf. When evaluating wind and
seismic conditions, allowable bearing pressures may be increased by one-third. These
pressures are net values; the weight of the mat may be neglected for the portion of the mat
extending below grade. Top and bottom mats of reinforcing steel should be included as
required to help span irregularities and differential settlement.
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7.2.2 Mat Foundation Settlement

On a preliminary basis, we estimate total static settlement on the order of about 1% inches in
the center of the mat in the southwest portion of the structure founded over alluvium; and about
1% inches differential between that area and the area support on engineered fill over bedrock
near Elmer Street. We also estimate that differential movement between the center portions of
the mat and the edges of the mat will be about 1 inch. Therefore, the mat foundation should be
designed to accommodate differential movement of up to 1 -inch over a horizontal distance of
30 feet. As previously mentioned, structural loads were not provided; therefore, we assumed
loads based on our experience similar-type structures. Once structural loads are finalized, we
recommend we be retained to review the final footing layout and loading, and verify the
settlement estimates above.

7.2.3 Mat Lateral Loading

Lateral loads may be resisted by friction between the bottom of mat foundation and the
supporting subgrade, and also by passive pressures generated against mat edges.

7.2.3.1 Frictional Resistance

Lateral loads may be resisted by friction between the bottom of mat foundation and the
supporting subgrade. Should a mat foundation be placed directly on subgrade, or on a rat slab
on subgrade, we recommend an ultimate frictional resistance factor (tan 3) of 0.45 applied to the
mat dead load.

7.2.3.2 Passive Resistance to Sliding

An ultimate passive pressure based on an equivalent fluid pressure of 450 pcf may be used in
design. The structural engineer should apply an appropriate factor of safety (such as 1.5) to the
ultimate lateral loading values above.

7.2.4 Mat Foundation Construction Considerations

Mat subgrade areas should be kept moist until concrete placement by regular sprinkling to
prevent desiccation. Prior to placement of any vapor retarder and mat construction, the
subgrade should be proof-rolled and visually observed by a Cornerstone representative to
confirm stable subgrade conditions. The pad moisture (i.e. areas of engineered fill) should also
be checked at least 24 hours prior to vapor barrier or mat reinforcement placement to confirm
that the soil has a moisture content of at least 3 percent over optimum in the upper 12 inches.

7.2.5 Moisture Protection Considerations for Mat Foundations

The following general guidelines for concrete mat construction where floor coverings are
planned are presented for the consideration by the developer, design team, and contractor.
These guidelines are based on information obtained from a variety of sources, including the
American Concrete Institute (ACI) and are intended to reduce the potential for moisture-related
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problems causing floor covering failures, and may be supplemented as necessary based on
project-specific requirements. The application of these guidelines or not will not affect the
geotechnical aspects of the mat foundation performance.

= Place a 10-mil vapor retarder conforming to ASTM E 1745, Class C requirements or
better directly below the concrete mat; the vapor retarder should extend to within 12 to
18 inches from the mat edges and be sealed at all seams and penetrations in
accordance with manufacturer's recommendations and ASTM E 1643 requirements. For
mats 12 inches thick or less, a 4-inch-thick capillary break, consisting of - to %-inch
crushed rock with less than 5 percent passing the No. 200 sieve, should be placed
below the vapor retarder and consolidated in place with vibratory equipment.

= The concrete water:cement ratio should be 0.45 or less. Mid-range plasticizers may be
used to increase concrete workability and facilitate pumping and placement.

=  Water should not be added after initial batching unless the slump is less than specified
and/or the resulting water:cement ratio will not exceed 0.45.

=  Where floor coverings are planned, all concrete surfaces should be properly cured.

=  Water vapor emission levels and concrete pH should be determined in accordance with
ASTM F1869-98 and F710-98 requirements and evaluated against the floor covering
manufacturer’s requirements prior to installation.

7.2.6 Mat Modulus of Soil Subgrade Reaction

We recommend using a variable modulus of subgrade reaction to provide a more accurate soil
response and prediction of shears and moments in the mats. This will require at least one
iteration between our soil model and the structural SAFE (or similar) analysis for the mat. As
discussed above, we estimated an average areal mat pressure of 850 psf for dead plus live
loads.

For preliminary SAFE runs, we recommend an initial modulus of soil subgrade reaction of 7
pounds per cubic inch (pci) for the mat foundation, with the one-third of the mat closest to Elmer
Street using an initial modulus of soil subgrade reaction of 25 to represent the underlying
bedrock conditions. As discussed above, the modulus of soil subgrade reaction is intended for
use in the first iteration of the structural SAFE analysis for the mat design. Once your initial run
is complete, please forward a color plot of dead-plus-live contact pressures for the mat (to
scale) so that we can provide a revised plan with updated contours of equal modulus of soil
subgrade reaction values.
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SECTION 8: 2019 CBC SEISMIC DESIGN CRITERIA

We developed site-specific design parameters in accordance with Chapter 16, Chapter 18 and
Appendix J of the 2019 California Building Code (CBC) and Chapters 11, 12, 20 and 21 and
Supplement No. 1 of ASCE 7-16.

8.1 SITE LOCATION AND PROVIDED DATA FOR 2019 CBC SEISMIC DESIGN

The project is located at longitude 37.51834° and latitude -122.270926°, which is based on
Google Earth (WGS84) coordinates near the center of the site at 608 Harbor Boulevard, in
Menlo Park, California. For our analysis, we have assumed the structures to be Risk Category
I, resulting in Seismic Importance Factor (l¢) of 1.00 in accordance with Table 1.5-2 of ASCE 7-
16. We were not provided a period for the structure.

8.2 SITE CLASSIFICATION - CHAPTER 20 OF ASCE 7-16

Code-based site classification and ground motion attenuation relationships are typically based
on the time-weighted average shear wave velocity, average blow count, or average shear
strength of soil for the top approximately 100 feet (30 meters) of the soil profile. Because
bedrock is very shallow at the site, we have based our site classification determination on blow
counts in the bedrock, and engineering judgement.

Therefore, we have classified the site as Site Class B. The mapped spectral acceleration
parameters Ssand S; were calculated using the ATC Location web-based program ATC Hazard
by Location, located at https://hazards.atcouncil.org/, based on the site coordinates presented
below and the site classification.
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Table 3: 2019 CBC Site Categorization and Site Coefficients

Classification/Coefficient Design Value
Site Class B

Site Latitude 37.518342°
Site Longitude -122.270926°
0.2-second Period Mapped Spectral Acceleration?, Ss 1.811g
1-second Period Mapped Spectral Acceleration’, St 0.741g
Short-Period Site Coefficient — Fa 0.9
Long-Period Site Coefficient — Fv 0.8
O.2-second Peripd, Maximulm Considered Earthquake Spectral Response 1.63g
Acceleration Adjusted for Site Effects - Sws

1-seconleerioq, Maximuml Considered Earthquake Spectral Response 0.599
Acceleration Adjusted for Site Effects — Swm1

0.2-second Period, Design Earthquake Spectral Response Acceleration — Sps 1.09¢g
1-second Period, Design Earthquake Spectral Response Acceleration — Sp1 0.40g
Long-Period Transition — T. 12
Mapped MCEG Peak Ground Acceleration — PGA 0.78¢g
Site Coefficient — Fpca 0.9
MCEG Mapped Adjusted for Site Effects — PGAm 0.70g

8.3 SITE-SPECIFIC GROUND MOTION HAZARD ANALYSIS

In accordance with ASCE 7-16, a ground motion hazards analysis (GMHA) in accordance with
Chapter 21, Section 21.2 of ASCE 7 is not required for a Site Class B site. If a GMHA is
desired, please contact our office, and we would be happy to provide one.

SECTION 9: CONCRETE SLABS AND PEDESTRIAN PAVEMENTS
9.1 EXTERIOR FLATWORK
9.1.1 Pedestrian Concrete Flatwork

Exterior concrete flatwork subject to pedestrian and/or occasional light pick up loading should
be at least 4 inches thick and supported on at least 4 inches of Class 2 aggregate base
overlying subgrade prepared in accordance with the “Earthwork” recommendations of this
report. Flatwork that will be subject to heavier or frequent vehicular loading should be designed
in accordance with the recommendations in the “Vehicular Pavements” section below. To help
reduce the potential for uncontrolled shrinkage cracking, adequate expansion and control joints
should be included. Consideration should be given to limiting the control joint spacing to a
maximum of about 2 feet in each direction for each inch of concrete thickness. Flatwork should
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be isolated from adjacent foundations or retaining walls except where limited sections of
structural slabs are included to help span irregularities in retaining wall backfill at the transitions
between at-grade and on-structure flatwork.

SECTION 10: VEHICULAR PAVEMENTS

10.1 ASPHALT CONCRETE

The following asphalt concrete pavement recommendations tabulated below are based on the
Procedure 608 of the Caltrans Highway Design Manual, estimated traffic indices for various
pavement-loading conditions, and on an assumed design R-value of 10. The design R-value

was chosen based on engineering judgment considering the variable surface conditions.

Table 4: Asphalt Concrete Pavement Recommendations, Design R-value = 10

Design Traffic Asphalt Class 2 Total Pavement
Index Concrete Aggregate Section Thickness
(T1) (inches) Base* (inches) (inches)
4.0 25 6.5 9.0
4.5 25 8.5 11.0
5.0 25 10.0 12.5
55 3.0 11.0 14.0
6.0 3.0 12.5 15.5
6.5 3.5 13.5 17.0

*Caltrans Class 2 aggregate base; minimum R-value of 78

Frequently, the full asphalt concrete section is not constructed prior to construction traffic
loading. This can result in significant loss of asphalt concrete layer life, rutting, or other
pavement failures. To improve the pavement life and reduce the potential for pavement distress
through construction, we recommend the full design asphalt concrete section be constructed
prior to construction traffic loading. Alternatively, a higher traffic index may be chosen for the
areas where construction traffic will be using the pavements.

10.2 PORTLAND CEMENT CONCRETE

The exterior Portland Cement Concrete (PCC) pavement recommendations tabulated below are
based on methods presented in the Portland Cement Association (PCA) design manual (PCA,
1984). Recommendations for garage slabs-on-grade were provided in the “Concrete Slabs and
Pedestrian Pavements” section above. We have provided a few pavement alternatives as an
anticipated Average Daily Truck Traffic (ADTT) was not provided. An allowable ADTT should
be chosen that is greater than what is expected for the development.
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Table 5: PCC Pavement Recommendations, Design R-value = 10

Minimum PCC
Allowable ADTT Thickness
(inches)
13 5%
130 6

The PCC thicknesses above are based on a concrete compressive strength of at least 3,500
psi, supporting the PCC on at least 6 inches of Class 2 aggregate base compacted as
recommended in the “Earthwork” section, and laterally restraining the PCC with curbs or
concrete shoulders. Adequate expansion and control joints should be included. Consideration
should be given to limiting the control joint spacing to a maximum of about 2 feet in each
direction for each inch of concrete thickness.

10.2.1 Stress Pads for Trash Enclosures

Pads where trash containers will be stored, and where garbage trucks will park while emptying
trash containers, should be constructed on Portland Cement Concrete. We recommend that the
trash enclosure pads and stress (landing) pads where garbage trucks will store, pick up, and
empty trash be increased to a minimum PCC thickness of 7 inches. The compressive strength,
underlayment, and construction details should be consistent with the above recommendations
for PCC pavements.

SECTION 11: RETAINING WALLS

11.1 SITE WALLS

The structural design of any site retaining wall should include resistance to lateral earth
pressures that develop from the soil behind the wall, any undrained water pressure, and
surcharge loads acting behind the wall. Provided a drainage system is constructed behind the
wall to prevent the build-up of hydrostatic pressures as discussed in the section below, we
recommend that the walls with level backfill be designed for the following pressures:

Table 6: Recommended Lateral Earth Pressures

Wall Condition Lateral Earth Pressure* Additional Surcharge Loads
Unrestrained — Cantilever Wall 45 pcf 5 of vertical loads at top of wall
Restrained — Braced Wall 45 pcf + 8H** psf 2 of vertical loads at top of wall

* Lateral earth pressures are based on an equivalent fluid pressure for level backfill conditions
** H is the distance in feet between the bottom of footing and top of retained soil

If adequate drainage cannot be provided behind the wall, an additional equivalent fluid pressure
of 40 pcf should be added to the values above for both restrained and unrestrained walls for the
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portion of the wall that will not have drainage. Damp proofing or waterproofing of the walls may
be considered where moisture penetration and/or efflorescence are not desired.

11.2 SEISMIC LATERAL EARTH PRESSURES

The 2019 California Building Code (CBC) states that lateral pressures from earthquakes should
be considered in the design of site retaining walls. However, since we do not expect site walls
to exceed 6 feet, in our opinion, an additional seismic increment above the design earth
pressures is not required.

11.3 WALL DRAINAGE
11.3.1 At-Grade Site Walls

Adequate drainage should be provided by a subdrain system behind all walls. This system
should consist of a 4-inch minimum diameter perforated pipe placed near the base of the wall
(perforations placed downward). The pipe should be bedded and backfilled with Class 2
Permeable Material per Caltrans Standard Specifications, latest edition. The permeable backfill
should extend at least 12 inches out from the wall and to within 2 feet of outside finished grade.
Alternatively, “2-inch to %-inch crushed rock may be used in place of the Class 2 Permeable
Material provided the crushed rock and pipe are enclosed in filter fabric, such as Mirafi 140N or
approved equivalent. The upper 2 feet of wall backfill should consist of compacted on-site soil.
The subdrain outlet should be connected to a free-draining outlet or sump.

Miradrain, Geotech Drainage Panels, or equivalent drainage matting can be used for wall
drainage as an alternative to the Class 2 Permeable Material or drain rock backfill. Horizontal
strip drains connecting to the vertical drainage matting may be used in lieu of the perforated
pipe and crushed rock section. The vertical drainage panel should be connected to the
perforated pipe or horizontal drainage strip at the base of the wall, or to some other closed or
through-wall system such as the TotalDrain system from AmerDrain. Sections of horizontal
drainage strips should be connected with either the manufacturer’s connector pieces or by
pulling back the filter fabric, overlapping the panel dimples, and replacing the filter fabric over
the connection. At corners, a corner guard, corner connection insert, or a section of crushed
rock covered with filter fabric must be used to maintain the drainage path.

Drainage panels should terminate 18 to 24 inches from final exterior grade. The Miradrain
panel filter fabric should be extended over the top of and behind the panel to protect it from
intrusion of the adjacent soil.

11.4 BACKFILL

Where surface improvements will be located over the retaining wall backfill, backfill placed
behind the walls should be compacted to at least 95 percent relative compaction using light
compaction equipment. Where no surface improvements are planned, backfill should be
compacted to at least 90 percent. If heavy compaction equipment is used, the walls should be
temporarily braced.
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11.5 FOUNDATIONS
11.5.1 Spread Footings

Spread footings should bear on bedrock or engineered fill or undisturbed native soil, be at least
18 inches wide, and extend at least 24 inches below the lowest adjacent grade.

Footings constructed to the above dimensions and in accordance with the “Earthwork”
recommendations of this report are capable of supporting maximum allowable bearing
pressures of 2,000 psf for combined dead plus live loads based on a factor of safety of 2.0.
These pressures are net values; the weight of the footing may be neglected for the portion of
the footing extending below grade (typically, the full footing depth). Top and bottom mats of
reinforcing steel should be included in continuous footings to help span irregularities and
differential settlement.

11.5.2 Lateral Loading

Lateral loads may be resisted by friction between the bottom of footing and the supporting
subgrade, and also by passive pressures generated against footing sidewalls. An ultimate
frictional resistance factor (tan 8) of 0.45 applied to the footing dead load, and an ultimate
passive pressure based on an equivalent fluid pressure of 450 pcf may be used in design. The
structural engineer should apply an appropriate factor of safety (such as 1.5) to the ultimate
values above. Where footings are adjacent to landscape areas without hardscape, the upper 12
inches of soil should be neglected when determining passive pressure capacity.

SECTION 12: LIMITATIONS

This report, an instrument of professional service, has been prepared for the sole use of Windy
Hill Property Ventures specifically to support the design of the 608 Harbor Boulevard Residential
project in Belmont, California. The opinions, conclusions, and recommendations presented in
this report have been formulated in accordance with accepted geotechnical engineering
practices that exist in Northern California at the time this report was prepared. No warranty,
expressed or implied, is made or should be inferred.

Recommendations in this report are based upon the soil and groundwater conditions
encountered during our subsurface exploration. If variations or unsuitable conditions are
encountered during construction, Cornerstone must be contacted to provide supplemental
recommendations, as needed.

Windy Hill Property Ventures may have provided Cornerstone with plans, reports and other
documents prepared by others. Windy Hill Property Ventures understands that Cornerstone
reviewed and relied on the information presented in these documents and cannot be
responsible for their accuracy.
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Cornerstone prepared this report with the understanding that it is the responsibility of the owner
or his representatives to see that the recommendations contained in this report are presented to
other members of the design team and incorporated into the project plans and specifications,
and that appropriate actions are taken to implement the geotechnical recommendations during
construction.

Conclusions and recommendations presented in this report are valid as of the present time for
the development as currently planned. Changes in the condition of the property or adjacent
properties may occur with the passage of time, whether by natural processes or the acts of
other persons. In addition, changes in applicable or appropriate standards may occur through
legislation or the broadening of knowledge. Therefore, the conclusions and recommendations
presented in this report may be invalidated, wholly or in part, by changes beyond Cornerstone’s
control. This report should be reviewed by Cornerstone after a period of three (3) years has
elapsed from the date of this report. In addition, if the current project design is changed, then
Cornerstone must review the proposed changes and provide supplemental recommendations,
as needed.

An electronic transmission of this report may also have been issued. While Cornerstone has
taken precautions to produce a complete and secure electronic transmission, please check the
electronic transmission against the hard copy version for conformity.

Recommendations provided in this report are based on the assumption that Cornerstone will be
retained to provide observation and testing services during construction to confirm that
conditions are similar to that assumed for design, and to form an opinion as to whether the work
has been performed in accordance with the project plans and specifications. If we are not
retained for these services, Cornerstone cannot assume any responsibility for any potential
claims that may arise during or after construction as a result of misuse or misinterpretation of
Cornerstone’s report by others. Furthermore, Cornerstone will cease to be the Geotechnical-
Engineer-of-Record if we are not retained for these services.
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CORNERSTONE
EARTH GROUP

APPENDIX A: FIELD INVESTIGATION

Field exploration consisted of nine borings. Five borings (EB-1, EB-2, EB-3, EB-5 and EB-6)
were drilled on June 3, 2020 with truck-mounted hollow-stem auger drilling equipment to depths
of about 11 feet to 28 feet. Four more borings (EB-4, EB-7, EB-8 and EB-9) were drilled on
June 10, 2020 with track-mounted remote access hollow-stem drilling equipment to depths of
about 274 to 16 feet. The approximate locations of exploratory borings are shown on the Site
Plan, Figure 2. The soils encountered were continuously logged in the field by our
representative and described in accordance with the Unified Soil Classification System (ASTM
D2488). Boring logs, as well as a key to the classification of the soil and bedrock, are included
as part of this appendix.

Boring locations were approximated using existing site boundaries, a handheld GPS unit, and
other site features as references. Boring elevations were not determined. The locations of the
borings should be considered accurate only to the degree implied by the method used.

Representative soil samples were obtained from the borings at selected depths. All samples
were returned to our laboratory for evaluation and appropriate testing. The standard penetration
resistance blow counts were obtained by dropping a 140-pound hammer through a 30-inch free
fall. The 2-inch O.D. split-spoon sampler was driven 18 inches and the number of blows was
recorded for each 6 inches of penetration (ASTM D1586). 2.5-inch I.D. samples were obtained
using a Modified California Sampler driven into the soil with the 140-pound hammer previously
described. Unless otherwise indicated, the blows per foot recorded on the boring log represent
the accumulated number of blows required to drive the last 12 inches. The various samplers
are denoted at the appropriate depth on the boring logs.

Field tests included an evaluation of the unconfined compressive strength of the soil samples
using a pocket penetrometer device. The results of these tests are presented on the individual
boring logs at the appropriate sample depths.

Attached boring logs and related information depict subsurface conditions at the locations
indicated and on the date designated on the logs. Subsurface conditions at other locations may
differ from conditions occurring at these boring locations. The passage of time may result in
altered subsurface conditions due to environmental changes. In addition, any stratification lines
on the logs represent the approximate boundary between soil types and the transition may be
gradual.

608 HARBOR BOULEVARD RESIDENTIAL Page A-1
803-8-2



MATERIAL GROUP
TYPES CRITERIA FOR ASSIGNING SOIL GROUP NAMES SYMBOL SOIL GROUP NAMES & LEGEND
S K
GRAVELS CLEAN GRAVELS Cu>4 AND 1<Cc<3 GW WELL-GRADED GRAVEL . .o .
<5% FINES Cu>4 AND 1>Cc>3 GP | POORLY-GRADED GRAVEL |, y
9 >50% OF COARSE u c - o 0"(\%
oz FRACTION RETAINED e Jo
2 8 w ON NO 4. SIEVE GRAVELS WITH FINES FINES CLASSIFY AS ML OR CL GM SILTY GRAVEL . C}°(i°
w
2 z I;—JJ >12% FINES FINES CLASSIFY AS CL OR CH GC CLAYEY GRAVEL W/é
<o
rHES
oy SANDS Cu>6 AND 1<Cc<3 S WELL-GRADED SAND
T Y.
d=d <% FINES
ZR z ° Cu>6 AND 1>Cc>3 SP POORLY-GRADED SAND
g A >50% OF COARSE
Is) FRACTION PASSES
ON'NO 4. SIEVE SANDS AND FINES FINES CLASSIFY AS ML OR CL SM SILTY SAND
>12% FINES FINES CLASSIFY AS CL OR CH SC CLAYEY SAND
SILTS AND CLAYS PI>7 AND PLOTS>"A" LINE CL LEAN CLAY
9 INORGANIC
Owpuw LIQUID LIMIT<50 PI>4 AND PLOTS<"A" LINE ML SILT
D W 5 ——]
B % FJ ORGANIC LL (oven dried)/LL (not dried)<0.75 oL ORGANIC CLAY OR SILT - —
=d2 T
é XN SILTS AND CLAYS PIPLOTS >"A" LINE CH FAT CLAY / %
Q80 INORGANIC
% nz LIQUID LIMIT>50 PIPLOTS <'A" LINE MH ELASTIC SILT
E NAANANAN
ORGANIC LL (oven dried)/LL (not dried)<0.75 OH ORGANIC CLAY OR SILT EEEEEE
HIGHLY ORGANIC SOILS PRIMARILY ORGANIC MATTER, DARK IN COLOR, AND ORGANIC ODOR PT PEAT NUZNUZN
SAMPLER TYPES
OTHER MATERIAL SYMBOLS
7 SPT Shelby Tube
..{/] Poorly-Graded Sand Sand
-~y with Clay !
1] Clayey Sand Silt E Modified California (2.5" I.D.) |§| No Recovery
{ ]| sandy silt 2] Well Graded Gravelly Sand [I Rock Core Grab Sample
Avrtificial/lUndocumented Fill ° Gravelly Silt ADDITIONAL TESTS
2 CA -  CHEMICALANALYSIS (CORROSIVITY) PI PLASTICITY INDEX
" | Poorly-Graded Gravelly Sand Asphalt cD CONSOLIDATED DRAINED TRIAXIAL sw SWELL TEST
‘ cN CONSOLIDATION TC CYCLIC TRIAXIAL
—.| Topsoil Boulders and Cobble cu CONSOLIDATED UNDRAINED TRIAXIAL TV TORVANE SHEAR
1,0 DS DIRECT SHEAR uc UNCONFINED COMPRESSION
* Well-Graded Gravel PP POCKET PENETROMETER (TSF) (1.5) (WITH SHEAR STRENGTH
* W with Clay (3.0) (WITH SHEAR STRENGTH IN KSF) IN KSF)
® 1| wWell-Graded Gravel RV R-VALUE uu UNCONSOLIDATED
* 4y with Silt SA SIEVE ANALYSIS: % PASSING UNDRAINED TRIAXIAL
#200 SIEVE
PLASTICITY CHART ! WATER LEVEL
80 PENETRATION RESISTANCE
(RECORDED AS BLOWS / FOOT)
o SAND & GRAVEL SILT & CLAY
~ 60
3 5 cH RELATIVE DENSITY BLOWS/FOOT* CONSISTENCY BLOWS/FOOT* STRENGTH** (KSF)
§ VERY LOOSE 0-4 VERY SOFT 0-2 0-0.25
> 4 LOOSE 4-10 SOFT 2-4 0.25-05
9] MEDIUM DENSE 10-30 MEDIUM STIFF 4-8 05-1.0
Z 30 3 DENSE 30-50 STIFF 8-15 1.0-20
Iy 2 oL S OH&MH VERY DENSE OVER 50 VERY STIFF 15-30 20-4.0
HARD OVER 30 OVER 4.0
10 * NUMBER OF BLOWS OF 140 LB HAMMER FALLING 30 INCHES TO DRIVE A2 INCH O.D.
T[] (1-3/8 INCH 1.D.) SPLIT-BARREL SAMPLER THE LAST 12 INCHES OF AN 18-INCH DRIVE
0 (ASTM-1586 STANDARD PENETRATION TEST).
0 1 20 30 40 50 60 70 8 90 100 MO 120 .. \DRAINED SHEAR STRENGTH IN KIPS/SQ. FT. AS DETERMINED BY LABORATORY
LIQUID LIMIT (%) TESTING OR APPROXIMATED BY THE STANDARD PENETRATION TEST, POCKET
PENETROMETER, TORVANE, OR VISUAL OBSERVATION.
= CORNERSTONE LEGEND TO SOIL Figure Number
A-1
= EARTH GROUP DESCRIPTIONS




HARDNESS

Soft — Reserved for plastic material alone.

Low hardness — Can be gouged deeply or carved easily with a knife blade.
Moderately hard — Can be readily scratched by a knife blade: scratch leaves a heavy trace of

dust and is readily visible after the powder has been blown away.

Hard — Can be scratched with difficulty: scratch produces little powder and is often faintly visible.
Very hard — Cannot be scratched with knife blade: leaves a metallic streak.

STRENGTH

Plastic or very low strength.
Friable — Crumbles easily by rubbing with fingers.

Weak — An unfractured specimen of such material will crumble under light hammer blows.
Moderately strong — Specimen will withstand a few heavy hammer blows before breaking.
Strong — Specimen will withstand a few heavy ringing blows and will yield with difficulty only dust

and small flying fragments.

Very strong — Specimen will resist heavy ringing hammer blows and will yield with difficulty only

dust and small flying fragments.

WEATHERING - The physical and chemical disintegration and decomposition of rocks and minerals by
natural processes such as oxidation, reduction, hydration, solution, carbonation, and freezing and thawing.

Deep — Moderate to complete mineral decomposition: extensive disintegration: deep and thorough
discoloration: many fractures, all extensively coated or filled with oxides, carbonates and/or clay or

silt.

Moderate — Slight change or partial decomposition of minerals: little disintegration: cementation
little to unaffected. Moderate to occasionally intense discoloration. Moderately coated fractures.
Little — No megascopic decomposition of minerals: little or no effect on normal cementation.
Slight and intermittent, or localized discoloration. Few stains or fracture surfaces.

Fresh — Unaffected by weathering agents. No disintegration or discoloration. Fractures usually

less numerous than joints.

FRACTURING

Intensity

Very little fractured
Occasionally fractured
Moderately fractured
Closely fractured
Intensely fractured
Crushed

BEDDING OF SEDIMENTARY ROCKS

Splitting Property Thickness

Massive Greater than 4.0 feet
Blocky 2.0 t0 4.0 feet
Slabby 0.2 t0 2.0 feet
Flaggy 0.05 t0 0.2 feet
Shaly or Platy 0.01 to 0.05 feet
Papery less than 0.01 feet

Size of Pieces in Feet
Greater than 4.0

1.0t0 4.0

0.5t0 1.0

0.1t0 0.5

0.05to0 0.1

Less than 0.05

Stratification
very thick-bedded
thick-bedded
thin-bedded

very thin-bedded
laminated

thinly laminated

CORNERSTONE Physical Properties of Figure Number
=« EARTH GROUP Rock Descriptions

A-2
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DATE STARTED _6/3/20

CORNERSTONE
EARTH GROUP

DATE COMPLETED _6/3/20

DRILLING CONTRACTOR _Exploration Geoservices, Inc.
DRILLING METHOD Mobile B-53, 8 inch Hollow-Stem Auger

LOGGED BY _CSH

BORING NUMBER EB-1

PAGE 1 OF 1

PROJECT NAME 604, 608 and 610 Harbor Boulevard
PROJECT NUMBER 803-8-2
PROJECT LOCATION Belmont, CA

GROUND ELEVATION BORING DEPTH _13.9 ft.
LATITUDE _37.518686° LONGITUDE _-122.270638°
GROUND WATER LEVELS:

2 AT TIME OF DRILLING Not Encountered

NOTES ! AT END OF DRILLING Not Encountered
This log i rt of rt by Ci t Earth G , and should not by d °
a sltsarl\)dg-floar\gadogu;éenﬁoThisy deosrcnrieprtsiounn:ppﬁes onrl(;/l:g tﬁre] Iosca?il:m gfo thee usedas ) o [ E °\ (O] UNDRAINED S":(E?R STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations 2 - g I w x z w S
£ — and may change at this location with time. The description presented is a 238 = o E g nsS O HAND PENETROMETER
P4 £ 6 simplification of actual conditions encountered. Transitions between soil types may be ‘é L & =) w <_(‘ @) zZ 2 w
g z o gradual. °g iz 56 %8 > &g /\ TORVANE
< 2 S Sao e =
z E & g % ¢ z g 5'%_: 3] ég @ UNCONFINED COMPRESSION
== o
o 5o & & 0 o Xz UNCONSOLIDATED-UNDRAINED
z z a o 3 u A RiAxAL
0 DESCRIPTION = o 10 20 30 40
47/ inches asphalt concrete over 2% inches
i | aggregate base /]
~]1 Sandy Lean Clay (CL) [Qam] il 5o
i lvery stiff, moist, brown with gray mottles, fine | [ 6" mMc-18) 123 13
lsand, low plasticity I
h Sandstone [fs] 50
moderately hard, moderately strong, 3 pQeB| 126 9
N moderate weathering, brown, fine to coarse
grained, dissintegrated
54" 50
5 Z SPT-3 6
50
i 21X sPT4 7
10:
559 ><| sPT-5 9
7 Bottom of Boring at 13.9 feet.
15
20
25
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BORING NUMBER EB-2

CORNERSTONE
: PROJECT NAME 604, 608 and 610 Harbor Boulevard
s EARTH GROUP
PROJECT NUMBER 803-8-2
PROJECT LOCATION Belmont, CA
DATE STARTED 6/3/20 DATE COMPLETED 6/3/20 GROUND ELEVATION BORING DEPTH 10.8 ft.
DRILLING CONTRACTOR _Exploration Geoservices, Inc. LATITUDE 37.518345° LONGITUDE -122.270827°
DRILLING METHOD _Mobile B-53, 8 inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY CSH Z AT TIME OF DRILLING Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
S arone Socument Thiy desarton appies oy o he locaton o s 2 | = o = & 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations 2 - g I w x z w S
£ — and may change at this location with time. The description presented is a 238 = o E g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be £EL ﬂ =) w <_(‘ @) zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
% E 5 P % z z= g 'L_-‘,_‘ G é § @ UNCONFINED COMPRESSION
o sa & & 1% Z) €2 | o UNCONSOLIDATED-UNDRAINED
Z b o Q 3 o TRIAXIAL
0 DESCRIPTION = o 10 20 30 40
P> 10 inches aggregate base
oNg e e
7] Poorly Graded Gravel (GP) [Fill]
1 medium dense, dry, gray, coarse subangular A 55 Mc-18| 131 5
\gravel, (Railroad Ballast)
<) Silty Sand with Gravel (SM) [Fill]
/ ‘\medium dense, moist, reddish brown, fine to I/_
4] \coarse sand, fine subangular gravel ___ j [ 31 e 128 )
L , Clayey Sand (SC) [Qam] r r
5|\ loose, moist, brown with gray mottles, fine to |
. \rneglgnls_a'ld _______________ I 46 SPT-3 12
b Clayey Sandstone [fs]
| low hardness, weak, deep weathering, yellow ]
[.brown, fine to medium grained, dissintegrated;
1 Sandstone [fs]
moderately hard, moderately strong,
| moderate weathering, brown, fine to coarse 559 <] sPr4 7
grained
104
i? ><| sPT-5 6
b Bottom of Boring at 10.8 feet.
15
20
25




CORNERSTONE EARTH GROUP2 - CORNERSTONE 0812.GDT - 7/6/20 09:25 - P:\DRAFTING\GINT FILES\803-8-2 HARBOR BLVD.GPJ

BORING NUMBER EB-3

CORNERSTONE
: PROJECT NAME 604, 608 and 610 Harbor Boulevard
s EARTH GROUP
PROJECT NUMBER 803-8-2
PROJECT LOCATION Belmont, CA
DATE STARTED 6/3/20 DATE COMPLETED 6/3/20 GROUND ELEVATION BORING DEPTH 28.3 ft.
DRILLING CONTRACTOR _Exploration Geoservices, Inc. LATITUDE 37.518128° LONGITUDE -122.271249°
DRILLING METHOD Mobile B-53, 8 inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY CSH 2 AT TIME OF DRILLING _Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
S arone Socument Thiy desarton appes oy o the locaten o s 2 | = o = & 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations % - '% I L'I_J x 4 w S|
= — and may change at this location with time. The description presented is a o9 s [©] = g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be £EL ﬂ =) w <_(‘ @) zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
% E & §§ ;Eg z z" 5 'L_-‘;_: 5 é § @ UNCONFINED COMPRESSION
o sa & & 1% 7 €2 | o UNCONSOLIDATED-UNDRAINED
2 = a o 3 g TRIAXIAL
0 DESCRIPTION = o 10 20 30 40
= | 2% inches asphalt concrete over 2% inches ]
T \aggregatebase J
KX Clayey Sand (SC) [Fill] | s WMucrs| 120 | 10
medium dense, moist, dark gray, fine to
. \mediumsand__ 4
Sandy Lean Clay (CL) [Fill]
. . . . 22 Mc-2B| 122 14
7 stiff, moist, dark gray with brown mottles, fine O
555 to medium sand, low plasticity /7
Silty, Clayey Sand (SC-SM) [Fill] 11 s 14 6
- medium dense, moist, dark gray and gray )
mottled, fine to medium sand A
K& \Liquid Limit = 19, Plastic Limit=13 _ |
- Sandy Lean Clay (CL) [Fill]
stiff, moist, dark gray and gray mottled, fine
i to medium sand, low plasticity 12 Pucas| 114 | 16
10- Silty Sand (SM) [Fill]
medium dense, moist, dark gray, fine to
— medium sand
_ Lean Clay with Sand (CL) [@Qam] =~~~
very stiff, moist, brown, fine to medium sand,
b low plasticity
724 Clayey Sand (SC) [@am] _r 61 X SPT5 13 O
15- | \loose, moist, brown, fine to medium sand _ |
| Sandstone [fs]
7 moderately hard, moderately strong,
i moderate weathering, brown, fine to coarse
grained
50
- 3" X SPT-6 15
20"
4 559 > spr7 5
25+
_ 50
3 ><| SPT-8

Bottom of Boring at 28.3 feet.
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BORING NUMBER EB-4

CORNERSTONE
: PROJECT NAME 604, 608 and 610 Harbor Boulevard
s EARTH GROUP
PROJECT NUMBER _803-8-2
PROJECT LOCATION Belmont, CA
DATE STARTED 6/10/20 DATE COMPLETED 6/10/20 GROUND ELEVATION BORING DEPTH 13.9 ft.
DRILLING CONTRACTOR Cuesta Geo LATITUDE 37.518178° LONGITUDE -122.271017°
DRILLING METHOD MPP LAD Track Rig, 6% inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY _JLC X/ AT TIME OF DRILLING _Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
S arone Socument Thiy desarton appies oy o e locaten o s 2 | = o = & 2 o UNDRAINED SHEAR STRENGTH,
= ex;t)jlorationhat the timhe_ olf drilling. S_L:1b§urfat_:ricodnditiqns_ may differ aé other locations % - g (25 L'I_J é % w O HAND PENETRSOMETER
z € | 2 |Smpiiication of actual condiions encouniered. Transiions bemeen sl ypesmaybe | £ | 43 ] 238 S 20
o = é gradual Sg| 22 s | go s @O | A TORVANE
% E 5 §§ ;Eg Z z- g 'L_-‘,_‘ 5 é S | @ UNCONFINED COMPRESSION
o sa & & %) Z) & 2 A UNCONSOLIDATED-UNDRAINED
Z b o Q 3 o TRIAXIAL
0 DESCRIPTION = o 10 20 30 40

8 inches Portland cement concrete over 6
inches aggregate base

Sandy Lean Clay (CL) [Fill]
stiff, moist, brown, fine to medium sand, low
plasticity

\Liquid Limit = 27, Plastic Limit=13___ __ -
Lean Clay with Sand (CL) [Qam]
stiff, moist, dark grayish brown, fine to

medium sand, low plasticity

Sandy Lean Clay (CL) [Qam]
very stiff, moist, brown with gray mottles, fine
to coarse sand, low plasticity

Sandstone [fs]
moderately hard, moderately strong,

25+

\medium grained, dissintegrated
Bottom of Boring at 13.9 feet.

9 X SPT-1 15 14 )

8 SPT-2 21 )

6 \ SPT-3 15 O

20 V] SPT-4 16 O
13 V] SPT-5 19 O
18 V] SPT-6 18 O

moderate weathering, yellow brown, fine to /_

550 X SPT-7 9
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CORNERSTONE

E! EARTH GROUP

DATE STARTED 6/3/20 DATE COMPLETED 6/3/20
DRILLING CONTRACTOR _Exploration Geoservices, Inc.

BORING NUMBER EB-5

PAGE 1 OF 1

PROJECT NAME 604, 608 and 610 Harbor Boulevard

PROJECT NUMBER _803-8-2

PROJECT LOCATION _Belmont, CA

GROUND ELEVATION

BORING DEPTH _18.8 ft.

LATITUDE 37.518433° LONGITUDE -122.271014°
DRILLING METHOD _Mobile B-53, 8 inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY CSH 2 AT TIME OF DRILLING Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
S arone Socument Thiy desarton appies oy o he locaton o s 2 | = o = & 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations 2 - g I w x z w S
£ — and may change at this location with time. The description presented is a 238 = o E g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be £EL ﬂ =) w <_(‘ @) zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
s T P ;Eg z z" | = 'L_-‘,_‘ S é § @ UNCONFINED COMPRESSION
o sa & & 1% Z) €2 | o UNCONSOLIDATED-UNDRAINED
Z b o Q 3 o TRIAXIAL
1 0 DESCRIPTION = o 10 20 30 40
Sandy Lean Clay (CL) [Fill]
| | stiff, moist, dark gray with brown mottles, fine
to medium sand, low plasticity
< 11 Mc-1B| 108 18 )
Lean Clay with Sand (CL) [Qam]
| | stiff, moist, dark grayish brown, fine to
medium sand, low plasticity A
1 Sandy Lean Clay (CL) [Qam] 9 mMe-28| 111 16 O
stiff, moist, brown with gray mottles, fine to
4 5% \ coarse sand, low plasticity Y
Lean Clay (CL) [@Qam]
- ‘ ) 16 mMc-38| 102 25
. n stiff, moist, gray, trace fine sand, moderate 9
plasticity ]
1 Clayey Sandstone [fs]
low hardness, weak, deep weathering, yellow
_ _ brown, fine to medium grained, dissintegrated
48 SPT-4 13
- 10_ . -
] Sandstone[fs]
_ _ moderately hard, moderately strong,
moderate weathering, brown, fine to coarse
_ _ grained
| | i? Z SPT-5 4
-1 159:
539 <] sPT-6 4
] ] Bottom of Boring at 18.8 feet.
- 20_
- 25_
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BORING NUMBER EB-6

CORNERSTONE
: PROJECT NAME 604, 608 and 610 Harbor Boulevard
s EARTH GROUP
PROJECT NUMBER 803-8-2
PROJECT LOCATION Belmont, CA
DATE STARTED 6/3/20 DATE COMPLETED 6/3/20 GROUND ELEVATION BORING DEPTH 13.8 ft.
DRILLING CONTRACTOR _Exploration Geoservices, Inc. LATITUDE 37.518638° LONGITUDE -122.270476°
DRILLING METHOD _Mobile B-53, 8 inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY CSH 2 AT TIME OF DRILLING Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
2 Sandiatons document This descrpion appies omy o e losaton ot e = | 5 v | = 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations 2 - g I w x z w S
= — and may change at this location with time. The description presented is a e s [©] E g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be ‘é L & =) w <_(‘ @) zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
% E 5 P % z z= g 'L_-‘,_‘ G é § @ UNCONFINED COMPRESSION
o sa & & 1% Z) €2 | o UNCONSOLIDATED-UNDRAINED
Z b o Q 3 o TRIAXIAL
0 DESCRIPTION = o 10 20 30 40
"W 4 inches asphalt concrete over 2 inches ]
4 |\aggregatebase 50
Sandstone [fs] 6" MC-1A| - 108 5
_ moderately hard, moderately strong,
moderate weathering, brown, fine to medium
B grained, dissintegrated 50
& Z SPT-2 6
5+ 50
& Z SPT-3 6
| go Z SPT-4 3
109-
539 ><| SPT-5 2
b Bottom of Boring at 13.8 feet.
15
20
25
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DATE STARTED _6/10/20

CORNERSTONE
EARTH GROUP

DATE COMPLETED _6/10/20

DRILLING CONTRACTOR Cuesta Geo

BORING NUMBER EB-7

PAGE 1 OF 1

PROJECT NAME 604, 608 and 610 Harbor Boulevard

PROJECT NUMBER _803-8-2

PROJECT LOCATION _Belmont, CA

GROUND ELEVATION

BORING DEPTH _15.8 ft.

LATITUDE 37.518349° LONGITUDE -122.271142°
DRILLING METHOD MPP LAD Track Rig, 6% inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY _JLC 2 AT TIME OF DRILLING _Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
S arone Socument Thiy desarton appes oy o the locaten o s 2 | = o = & 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations 2 - g I w x z w S
£ — and may change at this location with time. The description presented is a 238 = o i E g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be ‘é L ﬂ =) w <O zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
% E 5 P % z z= g 'L_-‘,_‘ G é S | @ UNCONFINED COMPRESSION
o s & & 1% 7 22 UNCONSOLIDATED-UNDRAINED
= = a o 3 u A RiAxAL
0 DESCRIPTION = = o 10 20 30 40
53 2 inches Portland cement concrete over 12
_1o(q inches aggregate base
Sandy Lean Clay (CL) [Fill] ~ 45
7] hard, moist, brown, fine to medium sand, 14 Mc-1B| 114 17 O
some fine subangular gravel, low plasticity |
Silty Sand with Gravel (SM) [Fill]loose,
moist, reddish brown, fine to coarse sand, p 8 Mc-28 18 @)
fine subangulargravel _
5 Lean Clay with Sand (CL) [Qam]
stiff, moist, dark brown, fine to medium sand, 8 Ve3E 2 o
- low plasticity ”
Sandy Lean Clay (CL) [@Qam] N/
| stiff, moist, brown, fine to medium sand, 7 SPT-4 16 O
some fine subangular gravel, low plasticity / N\
104 becomes very stiff 12 SPT-5 17
i 15 SPT-6 18 O
Clayey Sandstone [fs] \ /
i low hardness, weak, deep weathering, yellow | 40 SPT-7 12
- | brown, fine to medium grained, dissintegrated
159- - 50 SPT-8 8
becomes moderately hard, moderately strong | 4
] Bottom of Boring at 15.8 feet.
20
25




CORNERSTONE EARTH GROUP2 - CORNERSTONE 0812.GDT - 7/6/20 09:25 - P:\DRAFTING\GINT FILES\803-8-2 HARBOR BLVD.GPJ

CORNERSTONE
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BORING NUMBER EB-8

PAGE 1 OF 1

PROJECT NAME 604, 608 and 610 Harbor Boulevard
PROJECT NUMBER 803-8-2
PROJECT LOCATION Belmont, CA

DATE STARTED 6/10/20 DATE COMPLETED 6/10/20 GROUND ELEVATION BORING DEPTH 2.4 ft.
DRILLING CONTRACTOR Cuesta Geo LATITUDE 37.518464° LONGITUDE -122.270639°
DRILLING METHOD MPP LAD Track Rig, 6% inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY JLC 2 AT TIME OF DRILLING Not Encountered
NOTES Y AT END OF DRILLING _Not Encountered
2 Sandiatons document This descrpion appies omy o e losaton ot e = | 5 v | = 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations % - '% I L'I_J x 4 m
= — and may change at this location with time. The description presented is a 9 s [©] = g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be £EL & =) w <_(‘ @) zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
% E 5 P % z z= g 'L_-‘,_‘ G é S | @ UNCONFINED COMPRESSION
o sa g & 06) Z) & 2 A UNCONSOLIDATED-UNDRAINED
; a TRIAXIAL
1% DESCRIPTION = . = & ~ 10 20 30 40
MW 37 inches asphalt concrete over 9 inches
4 Jof\d aggregatebase |
| Sandstone [fs]
i moderately hard, moderately strong, 66 | \|SPTt 9
moderate weathering, brown, fine to coarse 50 IS spra 5
B B grained 5
Bottom of Boring at 2.4 feet.
- 5_
- 1 0_
- 1 5_
- 20_
- 25_
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BORING NUMBER EB-9

PAGE 1 OF 1

PROJECT NAME 604, 608 and 610 Harbor Boulevard
PROJECT NUMBER 803-8-2
PROJECT LOCATION Belmont, CA

DATE STARTED 6/10/20 DATE COMPLETED 6/10/20 GROUND ELEVATION BORING DEPTH 15.9 ft.
DRILLING CONTRACTOR Cuesta Geo LATITUDE 37.517990° LONGITUDE -122.271253°
DRILLING METHOD MPP LAD Track Rig, 6% inch Hollow-Stem Auger GROUND WATER LEVELS:
LOGGED BY JLC 2 AT TIME OF DRILLING Not Encountered
NOTES ! AT END OF DRILLING Not Encountered
S arone Socument Thiy desarton appies oy o he locaton o s 2 | = o = & 2 o UNDRAINED SHEAR STRENGTH,
= exploration at the time of drilling. Subsurface conditions may differ at other locations 2 - g I w x z w S
£ — and may change at this location with time. The description presented is a 238 = o E g nsS O HAND PENETROMETER
P4 £ =1 | simplification of actual conditions encountered. Transitions between soil types may be £EL ﬂ =) w <_(‘ @) zZ 2 w
o = é gradual gg| 22 s | go s @O | A TORVANE
% E 5 P % z z= g 'L_-‘,_‘ G é S | @ UNCONFINED COMPRESSION
o sa & & 1% Z) & 2 A UNCONSOLIDATED-UNDRAINED
Z b o Q 3 o TRIAXIAL
1 0 DESCRIPTION = o 10 20 30 40
M 4 inches asphalt concrete over 8 inches
i of\d aggregatebase A
Lean Clay with Sand (CL) [Qam]
4 very stiff to stiff, moist, dark brown to brown, o mMc-1B| - 103 22 O
fine to medium sand, low plasticity
1] 5 Mc-28| 111 21 @)
1 ° SandyLean Clay (CL) [@am]
| | very stiff, moist, brown with gray mottles, fine 16 mMc-3B| 115 17 O
to medium sand, some fine subangular A
_ _ gravel, low plasticity
| i 12 X SPT-4 19 O
/ >4.5
1 104 becomes hard 24 SPT-5 16 O
>4.5
1 1 23 X SPT-6 14 O
\ 30 X SPT-7 19
Sandstone [fs]
4 454 low hardnes, weak, moderate weathering, 50
yellow brown, fine to medium grained, 5 SPT-8 9
_ . dissintegrated -
\becomes moderately hard, moderately strong/—
- - Bottom of Boring at 15.9 feet.
- 20_
- 25_
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APPENDIX B: LABORATORY TEST PROGRAM

The laboratory testing program was performed to evaluate the physical and mechanical
properties of the soils retrieved from the site to aid in verifying soil classification.

Moisture Content: The natural water content was determined (ASTM D2216) on 53 samples
of the materials recovered from the borings. These water contents are recorded on the boring
logs at the appropriate sample depths.

Dry Densities: In place dry density determinations (ASTM D2937) were performed on 15
samples to measure the unit weight of the subsurface soils. Results of these tests are shown
on the boring logs at the appropriate sample depths.

Plasticity Index: Two Plasticity Index determinations (ASTM D4318) were performed on
samples of the subsurface soils to measure the range of water contents over which this material
exhibits plasticity. The Plasticity Index was used to classify the soil in accordance with the
Unified Soil Classification System and to evaluate the soil expansion potential. Results of these
tests are shown on the boring logs at the appropriate sample depths.

608 HARBOR BOULEVARD RESIDENTIAL Page B-1
803-8-2
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APPENDIX C: SITE SEISMIC SURVEY

J RASSOCIATES REPORT DATED JUNE 23, 2020
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I INTRODUCTION

This report presents the results of a seismic refraction investigation performed at 608 Harbor
Boulevard in Belmont, California (Drawing 1). The investigation was performed for
Cornerstone Earth Group, by J R Associates. The purpose of the investigation was to measure
bedrock depth and rippability. James Rezowalli, Principal Geophysicist, and Brian Rezowalli,

Field Manager, of J R Associates performed the field work in June of 2020.

A. Site Conditions

The site was an empty lot partially covered in gravel with some asphalt. There was an
abandoned rail line crossing the site. Cornerstone Earth Group provided us depth to bedrock
measurements estimated from soil borings. The logs indicate the depth to bedrock was only a few
feet below the ground surface. Shallow bedrock could make excavating difficult. The purpose

of this investigation was to determine the depth and rippability of the bedrock.



I METHODOLOGY

A. Field Procedures

We collected refraction data along two refraction lines (Drawing 2). Line 1 was on the east
side of the property and Line 2 was near the abandoned rail. The locations of the lines were
chosen to avoid the asphalt covered areas of the site. The refraction lines were 80 feet long, had
12 geophones and three shot points. The shot points were placed at the ends and middle of each
line. A twelve-pound sledge hammer striking an aluminum plate was used to create P-waves at

the shot point locations. The depth of penetration for the lines was about 20 feet deep.

B. Instrumentation

Litton LRS-1011 14-Hz geophones detected the seismic signals. A cable connected the
geophones to a PC based data acquisition system. The PC filtered, stacked, and recorded the
signals. Stacking (adding) signals from multiple shots at the same shot point location improved
the signal to noise ratio of the seismograph recordings. Typically eight recordings at each shot
point location were stacked. A PC displayed the seismograph recordings in the field for quality

control and stored the records for later processing.



C. Data Reduction

Data reduction began by picking the arrival times from the seismograph recordings. An arrival
time is the time a P-wave spent traveling from shot point to geophone. The wave could either
travel along the ground surface or be refracted from an interface between materials. For a
refraction to occur, the materials below the interface must have a greater P-wave velocity than
the materials above the interface. The arrival times were entered into a computer program with
elevation, location, and layer control information. The information was entered into software
provided by Geometrics Incorporated to calculate the depth and velocities of seismic layers

beneath the lines.



111 RESULTS

The results of the computer analysis of the refraction data are presented in Drawing 3 and are
summarized in Table 1. The drawing contains the two-dimensional diagrams profiling the
seismic layering and layer velocities measured along the refraction lines. Table 1 summarizes the

results presented in the drawings.

Table 1. Summary of Refraction Results

Line Depth to Layer 1 Layer 2

Numbers Layer 2 Velocity Velocity
(feet) (feet) (fps)

1 41012 2200 7300

2 0to 15 3900 5600

A. Seismic Layering

We found two layers beneath the refraction lines. The layers were distinguished by their
compressional (P) wave velocities. Layer 1 included the ground surface and had a P-wave
velocity ranging between 2200 and 3900 feet per second (fps). The P-wave velocities suggest the
first seismic layer consisted of unsaturated loose soil and highly weathered and fractured
bedrock.

The second seismic layer was distinguished by a P-wave velocity that ranged from 3900 to

7300 fps. The depth to the top of the second seismic layer ranged from the surface to 15 feet



below the surface. The P-wave velocities indicate the second seismic layer consists of highly

weathered and/or highly fractured bedrock to moderately competent bedrock.

B. Rippability

Drawing 4 illustrates a rippability table presented in the 12th edition of the Handbook of
Ripping for the D8R tractor. Our estimate of rippability is based on the D8R table. Based on the
measured P-wave velocities and the D8R table, the bedrock layer beneath the lines is rippable to

marginally rippable and will become more difficult to rip with depth.

C. Limitations

The data quality along line 1 was good. The data collected along Line 2 may have been
contaminated from arrivals from the nearby metal rail. We included the results from Line 2 to
give a general idea on the strength and depth of the bedrock but the results should be compared

to boring data to confirm the rippability of the bedrock.

The ripper charts are for tractors pulling single or multishank rippers. Backhoes and excavators
that are lighter or have less horsepower than rippers will have a more difficult time ripping
materials. There can be hard knobs within the material that can be more difficult to rip and may
require an excavator equipped with a hydraulic hammer or similar technique. This can occur
when the seismic velocities are in the higher end of the marginally rippable portion of the ripper

charts.

Seismic layers do not always correspond directly to lithologic changes that might be found in

borehole or trenching data. A seismic layer is an interface between materials with different P-



wave velocities. Factors such as weathering, cementation, induration, and saturation as well as
lithologic changes can create changes in seismic velocities. Also, there can be lithologic changes
without velocity changes. However, our field experience indicates that seismic layers often
correspond to major changes in lithology or saturation to within £20% of the depth to the

interface.

Factors that determine rippability include rock characteristics such as P-wave velocity and
weathering, the type and condition of the tractor and ripper and the experience of the tractor
operator. Our estimates of rippability based on P-wave velocities are obtained from the D8R

ripper chart shown in the Handbook of Ripping published by the Caterpillar Tractor Company.

There are other charts for other sized tractors. These performance charts were developed from
field tests conducted in a variety of materials. Considering the extreme variations among
materials and among rocks of a specific type, our estimate must be recognized as only one
indicator of rippability.
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